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FIRE STATION No.: 5

1301 TURK ST., SAN FRANCISCO, CA 94115

Edgar Lopez - City Architect

Julia Laue - Principal Architect / Division Manager

JD, SO, RR,

06/19/2015

DESIGN DEVELOPMENT
100% SET - 2015.07.17

VV

GC

JL

DD

EARTHQUAKE SAFETY AND
EMERGENCY RESPONSE

BOND  (E.S.E.R.  1)

 1/8" = 1'-0"12 PLAN – FIRST FLOOR

N

1 HOSE RACK
2 SINK WITH EYE WASH. SPD
3 HOSE BIBB. SPD
4 FLAMABLE CABINET
5 UNDERGROUND OIL & SEDIMENT SEPARATOR
6 ELEVATOR SUMP PIT - 24"X24"X24". SPD, SSD
7 MURPHYS BED
8 CONTINUOUS TRENCH DRAIN. SPD
9 BIKE RACK - (2) TWO HORIZONTAL FLOOR MOUNTED. CLASS 1, PER SAN FRANCISCO PLANNING CODE

TABLE 155.2 ITEM 28
10 BIKE RACK - (1) ONE VERTICAL WALL MOUTNED CLASS 1, PER SAN FRANCISCO PLANNING CODE TABLE

155.2 ITEM 28
11 TRUCK STORAGE CABINET (ON CASTERS)
12 BOLLARDS, TYPE 2
13 BOLLARDS, TYPE 1. COUNT 11
14 FIRE ALARM CONTROL PANEL AT COMMUNICATIONS ROOM
15 REFER TO A1.20 SITE PLAN FOR ADDITIONAL SITE NOTES
16 CONCRETE PAD FOR FUEL PUMP
17 FREEZER ONLY
18 SPACE FOR MECHANICAL DUCT. SMD
19 TRASH CANS. NO COUNTER ON TOP.

1-GENERAL NOTES ON SITE PLANS ARE APPLICABLE TO FLOOR PLANS.

2- PROVIDE WALL BACKING AND POWER FOR FUTURE INSTALLATION OF EQUIPMENT. TYP. TO EVERY
EQUIPMENT INDICATED IN FLOOR PLANS, FIXTURE AND EQUIPMENT SCHEDULE.

2- SEE LIFE SAFETY PLANS FOR FIRE EXTINGUISHERS LOCATION. PROVIDE REQUIRED WALL BACKING.

3- SLAB ON GRADE; S.S.D

4- APPARATUS BAY HEIGHT CLEARANCE OF 14'-6" MIN. REQUIRED AT ALL BAYS. TYP.

4- REFER TO ELEVATION SHEETS FOR REQUIRED VERTICAL ALIGNMENTS; OUTLETS, PANELS, STROBES, ETC.

5- REFER TO SLAB PLANS FOR CONCRETE EXPANSION AND CONTROL JOINTS, TYP.; COORDINATE PRIOR
TO POUR OF SLAB.

GENERAL NOTES

SHEET NOTES

No. Date Revisions
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A2.20
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FIRE STATION No.: 5

1301 TURK ST., SAN FRANCISCO, CA 94115

Edgar Lopez - City Architect

Julia Laue - Principal Architect / Division Manager

JD, SO, RR,

06/19/2015

DESIGN DEVELOPMENT
100% SET - 2015.07.17

VV

GC

JL

DD

EARTHQUAKE SAFETY AND
EMERGENCY RESPONSE

BOND  (E.S.E.R.  1)

 1/8" = 1'-0"12 PLAN – SECOND FLOOR

N

GENERAL NOTES

SHEET NOTES

1 OPERABLE GUARDRAIL AT TRAINING PLATFORM
2 SLIDE POLES
3 REFER TO SHEETS A0.20 AND A0.21 FOR RESCUE WINDOWS LOCATION
4 TIE DOWN ANCHORS (2 ABOVE, 2 BELOW OF EACH LOCATION) COUNT OF 8
5 RELOCATED EXISTING LIGHT FIXTURES
6 42" GUARDRAIL. SEE DET. X/AX.-X

1- GENERAL NOTES ON SITE PLANS ARE APPLICABLE TO FLOOR PLANS.

2- PROVIDE WALL BACKING AND POWER FOR FUTURE INSTALLATION OF
EQUIPMENT. TYP. TO EVERY EQUIPMENT INDICATED IN FLOOR PLANS,
FIXTURE AND EQUIPMENT SCHEDULE.

2- SEE LIFE SAFETY PLANS FOR FIRE EXTINGUISHERS LOCATION. PROVIDE
REQUIRED WALL BACKING.

3- SLAB ON GRADE; S.S.D

4- APPARATUS BAY HEIGHT CLEARANCE OF 14'-6" MIN. REQUIRED AT ALL
BAYS. TYP.

4- REFER TO ELEVATION SHEETS FOR REQUIRED VERTICAL ALIGNMENTS;
OUTLETS, PANELS, STROBES, ETC.

5- REFER TO SLAB PLANS FOR CONCRETE EXPANSION AND CONTROL
JOINTS, TYP.; COORDINATE PRIOR TO POUR OF SLAB.

No. Date Revisions
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FIRE STATION No.: 5
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DESIGN DEVELOPMENT
100% SET - 2015.07.17

VV
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DD

EARTHQUAKE SAFETY AND
EMERGENCY RESPONSE

BOND  (E.S.E.R.  1)

 1/8" = 1'-0"12 PLAN – THIRD FLOOR

N

GENERAL NOTES

SHEET NOTES

1 BENCH
2 PEDESTAL PAVERS SYSTEM: PAVERS OVER ROOFING OVER TAPERED RIGID

INSULATION OVER FLAT STRUCTURAL DECK
3 REFER TO SHEETS A0.20 AND A0.21 FOR RESCUE WINDOWS LOCATION

1- GENERAL NOTES ON SITE PLANS ARE APPLICABLE TO FLOOR PLANS.

2- PROVIDE WALL BACKING AND POWER FOR FUTURE INSTALLATION OF
EQUIPMENT. TYP. TO EVERY EQUIPMENT INDICATED IN FLOOR PLANS,
FIXTURE AND EQUIPMENT SCHEDULE.

2- SEE LIFE SAFETY PLANS FOR FIRE EXTINGUISHERS LOCATION. PROVIDE
REQUIRED WALL BACKING.

3- SLAB ON GRADE; S.S.D

4- APPARATUS BAY HEIGHT CLEARANCE OF 14'-6" MIN. REQUIRED AT ALL
BAYS. TYP.

4- REFER TO ELEVATION SHEETS FOR REQUIRED VERTICAL ALIGNMENTS;
OUTLETS, PANELS, STROBES, ETC.

5- REFER TO SLAB PLANS FOR CONCRETE EXPANSION AND CONTROL
JOINTS, TYP.; COORDINATE PRIOR TO POUR OF SLAB.

No. Date Revisions
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EARTHQUAKE SAFETY AND
EMERGENCY RESPONSE

BOND  (E.S.E.R.  1)

 1/8" = 1'-0"12 PLAN – ROOF

N

 1/8" = 1'-0"1 STAIR TOWER ROOF

GENERAL NOTES

SHEET NOTES
1 ROOF HATCH
2 ANTENNA - ROOF MOUNTED (RIGID ATTACHMENT)
3 ERV. SMD - PREFABRICATED EQUIPMENT CURB
4 EMERGENCY GENERATOR UNIT. SED
5 WALL MOUNTED LADDER
6 FIRE EXTINGUISHER
7 TIE DOWN ANCHORS (2 AT EACH SIDE) COUNT OF 8
8 LADDER MOUNTING FRAME

1- GENERAL NOTES ON SITE PLANS ARE APPLICABLE TO FLOOR PLANS.

2- PROVIDE WALL BACKING AND POWER FOR FUTURE INSTALLATION OF
EQUIPMENT. TYP. TO EVERY EQUIPMENT INDICATED IN FLOOR PLANS,
FIXTURE AND EQUIPMENT SCHEDULE.

2- SEE LIFE SAFETY PLANS FOR FIRE EXTINGUISHERS LOCATION. PROVIDE
REQUIRED WALL BACKING.

3- SLAB ON GRADE; S.S.D

4- APPARATUS BAY HEIGHT CLEARANCE OF 14'-6" MIN. REQUIRED AT ALL
BAYS. TYP.

4- REFER TO ELEVATION SHEETS FOR REQUIRED VERTICAL ALIGNMENTS;
OUTLETS, PANELS, STROBES, ETC.

5- REFER TO SLAB PLANS FOR CONCRETE EXPANSION AND CONTROL
JOINTS, TYP.; COORDINATE PRIOR TO POUR OF SLAB.
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BOND  (E.S.E.R.  1)

 1/8" = 1'-0"12 EXTERIOR ELEVATION - EAST

 1/8" = 1'-0"11 EXTERIOR ELEVATION - NORTH

GENERAL NOTES

SHEET NOTES
1 METAL PANEL, COLOR 1
2 ALUMINUM CURTAIN WALL WITH SPANDREL GLAZING, TYP.
3 ALUMINUM CURTAIN WALL WITH VISION GLAZING, TYP.
4 TERRACOTTA, TYP.
5 CEMENT PLASTER (ALTERNATE: METAL PANEL, COLOR 2)
6 CONTROL JOINTS, TYP.
7 ALUMINUM OPERABLE WINDOWS WITH VISION GLAZING, TYP.
8 CEMENT PLASTER
9 (E) CONC. WALL AT ADJACENT PROPERTY
12 CUSTOM METAL FENCE
13 GAS METER CLOSET W/ MTL. ACCESS DOORS
14 METAL BI-FOLD DOORS AT APPARATUS BAYS (4 TOTAL)

METAL BI-FOLD DOORS AT APPARATUS BAYS (4 TOTAL)
15 METAL FOLDING DOORS
16 STEEL FRAMING GATE WITH WOOD SLATS
17 STEEL FRAMING FENCE WITH WOOD SLATS
18 CONCRETE BOLLARDS AND CONCRETE BASE
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1 METAL PANEL, COLOR 1
2 ALUMINUM CURTAIN WALL WITH SPANDREL GLAZING, TYP.
3 ALUMINUM CURTAIN WALL WITH VISION GLAZING, TYP.
4 TERRACOTTA, TYP.
5 CEMENT PLASTER (ALTERNATE: METAL PANEL, COLOR 2)
6 SIMULATED WOOD CLAD
7 ALUMINUM WINDOW WITH VISION GLAZING, TYP.
8 CEMENT PLASTER
9 (E) CONC. WALL AT ADJACENT PROPERTY
10 ALUMINUM WINDOW WITH SPANDREL GLAZING, TYP.
11 LOUVER
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