
H
B

1
5

68 SF

ALL GENDER

RESTROOM

MAINTENANCE STORAGE
687 SF

3 OCCUPANTS

BREAK ROOM
162 SF

11 OCCUPANTS

OFFICE
67 SF

1 OCCUPANTS

TRAVEL DISTANCE: 36'-0"
MAX TRAVEL DISTANCE PER 

TABLE 1006.2.1: 75'-0"

D
O

O
R

 #
1

1

11

UNCONDITIONED

CONDITIONED

CONDITIONED

EGRESS LEGEND

S-2 OCCUPANCY
1 : 300 SF

PATH OF TRAVEL WITH 
OCCUPANT LOAD

ACCESSIBLE PATH 
OF TRAVEL (P.O.T.)

MAX TRAVEL DISTANCE
< 250'-0" = ACCEPTABLE 

COMMON PATH OF EGRESS
< 75'-0" = ACCEPTABLE

A-2 OCCUPANCY 
1 : 30 SF

E OCCUPANCY 
1 : 20 NET SF

AREA SPECIFIC 
OCCUPANT LOAD

#

B OCCUPANCY
1 : 150 SF

A-2 OCCUPANCY 
(COMMERCIAL KITCHEN)
1 : 200 SF

A-3 OCCUPANCY 
1 : 7 SF

1-HR RATED WALL

2-HR RATED WALL

1

SHEET NOTES:

1. REFERENCE 2019 CBC SECTION 302 FOR OCCUPANCY 
DESCRIPTIONS.

2. REFERENCE 2019 CBC TABLE 1004.5 FOR MAX. FLOOR AREA 
ALLOWANCES PER OCCUPANT.

3. REFERENCE 2019 CBC SECTION 1005 FOR MINIMUM EGRESS 
AND WIDTH REQUIREMENTS.

4. REFERENCE 2019 CBC TABLE 1006.2.1 FOR MINIMUM NUMBER 
OF EXITS FOR OCC. LOAD.

5. REFERENCE 2019 CBC TABLE 1017.2 FOR MAX. EXIT ACCESS 
TRAVEL DISTANCE WITH AUTOMATIC SPRINKLER SYSTEM.   (A & 
E <250, B <300, S-2 & U <400)

6. REFERENCE 2019 CPC TABLE 422-1 FOR PLUMBING FIXTURE 
REQUIREMENTS.

7. PER 2019 CPC TABLE 422-1, NOTE 4, "FOR EACH URINAL ADDED 
IN EXCESS OF THE MINIMUM REQUIRED, ONE WATER CLOSET 
SHALL BE PERMITTED TO BE DEDUCTED.  THE NUMBER OF 
WATER CLOSETS SHALL NOT BE REDUCED TO LESS THAN 
TWO-THIRDS OF THE MINIMUM REQUIREMENT."

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422
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A401.1

EGRESS / ACCESSIBLE
POT / FIRE RATING PLAN

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

1/4" = 1'-0"
1

EGRESS PLAN - MAINTENANCE BUILDING

TOTAL OCCUPANT LOAD:

PLUMBING FIXTURE SUMMARY

TOTAL PLUMBING OCCUPANTS:   6

 OCCUPANT LOAD - MAINTENANCE BUILDING

AREA
OCC. AREA

(SQ FT)
FUNCTION OF

SPACE LOAD FACTOR
OCC. BY

AREA
EXITS
REQ.

MAINTENANCE STORAGE 687 WAREHOUSE 1:300 GROSS 3 1

OFFICE 67 BUSINESS 1:150 GROSS 1 1

BREAK ROOM 162 BUSINESS 1:15 NET 11 1

15

PLUMBING FIXTURE OCCUPANT COUNT MAINTENANCE BUILDING

AREA
OCCUPIED

AREA (SQ FT) OCCUPANCY GROUP
LOAD

FACTOR
NUMBER OF
OCCUPANTS

BREAK ROOM 162 B - OFFICE  / PUBLIC 1:30 SF 5.4

MAINTENANCE STORAGE 687 H - HAZMAT FAB /
STORAGE

1:5000 SF 0.14

OFFICE 67 B - OFFICE  / PUBLIC 1:200 SF 0.34

1 WATER FOUNTAIN 1 WATER FOUNTAIN
1 LAVATORIES NA

3 WOMEN
1 W.C. NA
1 LAVATORIES 1 LAVATORIES

3 MEN
1 W.C. / 0 URINAL 1 W.C. / 0 URINAL

6 TOTAL OCCUPANTS / 2 = 3 REQUIRED PROVIDED (ALL GENDER)

# OF OCCUPANTS # OF FIXTURES

  REQUIRED RESTROOM FIXTURE COUNT

EXITING REQUIREMENTS

EXIT 
COMPONENT

OCC. LOAD 
CAPACITY

ACTUAL OCC. 
LOAD 

LOAD 
FACTOR

MIN. WIDTH WIDTH 
PROVIDED

DOOR #1 15 0.2 42"34"210

*PER CPC SECTION 422.2 EXCEPTION 2, IN OCCUPANCIES WITH A TOTAL LOAD OF <10, ONE 
SINGLE-USE RESTROOM SHALL BE PERMITTED.
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BLOCK 4646 / LOT 001

XXX BAY TRAIL

B
 A

 Y
  T

 R
 A

 I L

BUILDING WORK POINT

P
L

P
L

P
L

P
L

SHEET NOTES:

1. LANDSCAPING AND SITE SHOWN FOR REF. ONLY - SEE CIVIL, LANDSCAPE, 
OR COASTAL ENGINEERING DRAWINGS FOR DETAILS.

N O R T H

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2
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A402.1

MAINTENANCE BLDG. -
BUILDING SITE PLAN

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1 1/8" = 1'-0"

1
SITE PLAN - MAINTENANCE BLDG

TOTAL BUILDING AREA: - 1,039 SQFT. 45,000 SQFT.
MAIN LEVEL - 1,039 SQFT. -

GROSS FLOOR AREA: EXISTING PROPOSED REQ. / ALLOW.

FIRE SPRINKLERS - YES NONE REQ.
OCCUPANCY GROUP - B / S-1 -

BUILDING HEIGHT - 17' - 6" 60' - 0"
BASEMENTS - 0 -

STORIES OF OCCUPANCY - 1 3
CONSTRUCTION TYPE - TYPE V-B -

BUILDING INFORMATION: EXISTING PROPOSED REQ. / ALLOW.

BUILDING 4: MAINTENANCE BUILDING
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H
B

WALL LEGEND:

NEW WALL / ELEMENT

NEW CONCRETE WALL

EXISTING WALL / ELEMENT

BUILDING WORKING PT. 
(S.L.D. FOR LOC. ON SITE)

A440.1

1
_________________

A440.1

4
_________________

A440.1

3
_________________

A440.1

2
_________________

MD
C.L. OF

COL.

MC
C.L. OF

COL.

MA
C.L. OF

COL.

M3

C.L. OF
COL.

M1

C.L. OF
COL.

M2

C.L. OF
COL.

52

53

19' - 6 1/2" 10' - 1 1/2"

ABV.

2

4

5

8

6

7

9

10

12

11

12
' -

 4
"

10
' -

 4
"

11
' -

 4
"

MAINTENANCE

STORAGE

401

CONC-3

OFFICE

402

CONC-3

ALL GENDER

RESTROOM

403

CONC-3

BREAK ROOM

404

CONC-3

MB
C.L. OF

COL.

13 IT CLOSET

405

CONC-3DF-1

SK-1

50

54

55

19

ABV.

N.

A471.1

1

E2

E2E1

14

A4

A4

2
A451.1

________________

E1

F2

A833.1

7
SIM.

A833.1

7

MIN.
1' - 0"

A833.1

8DTL @ 
HSS 

HEADER

DTL @ 
DOOR 
JAMB

1' - 8"

TYP.

2' - 0" 2' - 0"

2'
 - 

0"

A472.1

1

51

1'
 - 

5"

1' - 5"

S.

A460.1 E

S

W

N

15 16

W. E.

A833.1

4

17

C2

C2

A4

E3

E3

F2

E3

A460.1

FEC-1

18

9' - 3 1/2" 3 1/8"

3 
1/

8"

7'
 - 

5 
3/

4"
7'

 - 
4"

P
E

R
 T

O
IL

E
T 

C
A

R
R

IE
R

1'
 - 

2 
1/

2"

2' - 9 1/4"

(M
A

TC
H

 D
.F

.)
1'

 - 
6"

6 
1/

2"

5' - 4 1/2"

1'
 - 

2"

3'
 - 

1"

CL
8' - 2"

WDW.

TY
P

.
4"

KEY NOTES:X

SHEET NOTES:

1. SEE A801.1-A803.1 FOR WALL TYPE 
LEGEND.

2. ALL SWITCHES, CONTROLS, AND ELEC. 
RECEPTACLES NOT DEDICATED TO 
EQUIP. SHALL BE WITHIN AN ACCESSIBLE 
REACH RANGE PER CBC 2019 11B-308.1. 
SEE 6/A023.1 FOR TYP. MOUNTING HGTS.

3. ALL SINKS, DRINKING FTNS., AND 
EYEWASH STATION SHALL BE MOUNTED 
TO PROVIDE ACCESSIBLE KNEE AND TOE 
CLEARANCE PER CBC 2019 11B-305.

4. EYEWASH NOZZLE SHALL BE LOCATED 
AT 36" MAX. A.F.F.

5. EMERGENCY SHOWER CONTROLS SHALL 
BE LOCATED AT 48" MAX. A.F.F.

6. AT BREAK AREA, PROVIDE 27"H x 19"D x 
30"W MIN. REQ. KNEE CLEARANCES AT 
ALL N.I.C. TABLES.

F.E.C. LEGEND

TAG MFR.

FEC-1 J.L. INDUSTRIES

SERIES / MODEL

AMBASSADOR / 1016

TRIM STYLE

1-1/2" SQUARE

DOOR STYLE

V10, PULL HANDLE

FINISH

WHITE POWDERCOAT

FEC-2 J.L. INDUSTRIES AMBASSADOR / 2012 4" ROLLED V10, FLUSH PULL WHITE POWDERCOAT

FIRE EXTINGUISHERS: 
1. TYPICAL: CLASS ABC, 5-LB CAPACITY, UL RATING 

2A:10BC
2. COMMERCIAL KITCHEN: CLASS K, WET CLASS(WC) 

IN ACCORDANCE W/ CFC SECTION 904.11.5, J.L. 
INDUSTRIES "SATURN"

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE
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2
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A420.1

MAINTENANCE BLDG. -
PROPOSED FLOOR PLAN

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

N

2' 4' 8' 12'0

1/4" = 1'-0"
1

FLOOR PLAN - MAINTENANCE BUILDING

1 SEE A-801 & A-803 FOR WALL TYPE
LEGEND

2 GEOFOAM FILL BETWEEN BLDG. & (E)
RETAINING WALL, S.S.D.

4 IRRIGATION CONTROLS

5 WORKBENCH W/ STORAGE

6 FLR. DRAIN

7 EMERG. SHOWER/ EYE-WASH

8 HOSE BIBB

9 UTILITY SINK

10 SINK

11 CSWK.

12 EMPLOYEE LOCKERS 3 TIER, MTL.

13 LOW WATER FOUNTAIN / BOTTLE FILLER
COMBO. UNIT

14 EV CHARGING STATION

15 ELECTRICAL PANEL, S.E.D.

16 ELECTRICAL SWITCHING RACK, S.E.D.

17 CONFIRM STORAGE CAGE/CAB. REQ. W/
MAINT. STAFF

18 6" MTL. FRAMING @ INT. WALL FOR
PLUMBING, CONDUIT, OR RECESSED
EQUIP.

ROOM FINISH SCHEDULE

ROOM
NO. ROOM

FINISH

REMARKSFLOOR BASE WALL CEILING

401 MAINTENANCE STORAGE CONC-3 CONC-3 PLY-2 -

402 OFFICE CONC-3 CONC-3 PLY-2 ACT-3

403 ALL GENDER RESTROOM CONC-3 CONC-3 /
TB-2

TL-3 ACT-3

404 BREAK ROOM CONC-3 CONC-3 PT-1 / TL-2 ACT-3

405 IT CLOSET CONC-3 CONC-3 PLY-2 ACT-3

FINISH LEGEND
FINISH
CODE DESCRIPTION MANUFACTURER PRODUCT SIZE

SPECIES /
COLOR FINISH

ACT-3 ACOUSTIC CEILING
TILE

ECOPHON FOCUS A AS SHOWN WHITE NA

CONC-3 CONCRETE - INTERIOR NA NA NA NA INT / SLIP
RESISTANT,

SEAL PER SPEC.

PLY-2 PLYWOOD - PER SPEC. AS SHOWN PER SPEC. CLR. SEAL

PT-1 PTD. GYP. BD. BENJAMIN MOORE AURA NA SUPER
WHITE

MATTE

TB-2 METAL TRIM BASE SCHLUTER JOLLY COORD. W/
TILE

NA N/A SATIN

TL-2 CERAMIC TILE DALTILE COLOR WHEEL AS SHOWN COLOR TBD NA

TL-3 CERAMIC TILE DALTILE COLOR WHEEL AS SHOWN COLOR TBD NA
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A440.1

1
_________________

A440.1

4
_________________

A440.1

3
_________________

A440.1

2
_________________

MD
C.L. OF

COL.

MC
C.L. OF

COL.

MA
C.L. OF

COL.

M3

C.L. OF
COL.

M1

C.L. OF
COL.

M2

C.L. OF
COL.

2" / 12"

1

A724.1

E3
_________________

MB
C.L. OF

COL.

1' - 5" 19' - 6 1/2" 10' - 1 1/2" 1' - 2"

1'
 - 

8"
12

' -
 4

"
10

' -
 4

"
11

' -
 4

"
1'

 - 
7"

2 3

4

GLAZING 
ELEV.

1' - 6"

CL(E
X

TE
N

D
 R

A
IL

 E
D

G
E

 T
O

 N
E

A
R

E
S

T 
R

IB
)

~ 
3'

 - 
0"

5

A724.1

E4
_________________

GLAZING 
ELEV.

1'
 - 

4 
1/

8"
1'

 - 
2 

5/
8"

KEY NOTES:X

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422
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A421.1

MAINTENANCE BLDG. -
PROPOSED ROOF PLAN

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

2' 4' 8' 12'0

1/4" = 1'-0"
1

ROOF PLAN - MAINTENANCE BUILDING

1 INSULATED STANDING SEAM ALUM. ROOF
PANEL CLADDING, TYP

2 ROOF HIGH-POINT

3 ROOF LOW-POINT

4 GUTTER, DRAIN TO SPLASHBLOCKS

5 OSHA-COMPLIANT HORIZONTAL LIFELINE
FALL PROTECTION SYSTEM

N
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WALL LEGEND:

CONC. WALL

SPLIT CONC. TOPPING SLAB 
O/ STRUCTURAL CONC. SLAB

WALL OR FOOTING BELOW

AREA DRAIN

LINEAR SLOT DRAIN 

STRUCTURAL CONC. SLAB
W/ 3" TOPPING TYP. U.O.N.

CONC. CURB (6" A.F.F. U.O.N.)

SHEET NOTES:

1. REFER TO STRUCTURAL DRAWINGS FOR 
SIZING AND LOCATION OF PILES, 
FOUNDATIONS, RETAINING WALLS, AND 
STEM WALLS. 

2. REFER TO LANDSCAPE DRAWINGS FOR 
SIZING AND LOCATION OF EXTERIOR 
PAVING AND SLABS.

3. DIMENSIONS SHOWN FOR REFERENCE 
ONLY. VERIFY REQUIRED CLEAR 
DIMENSIONS, ETC. WITH PROPOSED 
FLOOR PLANS.

MD
C.L. OF

COL.

MC
C.L. OF

COL.

MA
C.L. OF

COL.

M3

C.L. OF
COL.

M1

C.L. OF
COL.

M2

C.L. OF
COL.

MB
C.L. OF

COL.

A4

A4

1'
 - 

2"

1/
8"

 / 
12

"
1/

8"
 / 

12
"

1/4" / 12" 1/4" / 12"

7"

36
' -

 4
 1

/2
"

6"

4"

8"

8"

1' - 2"

31' - 8 1/2"

6"

6"

1

A861.1

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422
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A422.1

MAINTENANCE BUILDING -
SLAB PLAN

7/01/2021

JENSEN

BID SET

7
/0
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/2

0
2
1

2' 4' 8' 12'0

N

1/4" = 1'-0"
1

SLAB PLAN
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KEY NOTES:X

SHEET NOTES:

1. SEE LIGHTING DESIGNER DRAWINGS AND 
ELECTRICAL DRAWINGS FOR LIGHTING 
LAYOUT

2. DESIGN BUILD FIRE SUPPRESSION 
SYSTEMS TO BE COORDINATED WITH 
ARCHITECT AND LIGHTING CONSULTANT
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MAINTENANCE BLDG. -
RCP
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1/4" = 1'-0"
1

MAINTENANCE BUILDING - RCP

1 OPEN TO UNDERSIDE OF STEEL ROOF
DECK, TYP.

2 EXPOSED STRUCTURE, TYP.

3 ROOF HIGH-POINT

4 ROOF LOW-POINT

5 PERFORATED WALL LINEAR LIGHT

6 TRIMLESS WET DOWNLIGHT

7 BOH LINEAR LIGHT

8 SUPPLY AIR GRILLE, S.M.D.

9 FCU ACCESS PANEL, S.M.D.

10 RETURN AIR GRILLE, S.M.D.

11 ELECTRIC HEATER, S.M.D.

12 CEILING MOUNTED WIRELESS ACCESS
POINT, S.E.D.

13 EXTENTS OF GARAGE DOOR ABOVE

15 EXPOSED SPRINKLER HEAD, TYP.

16 CONCEALED SPRINKLER HEAD, TYP.
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MAINTENANCE BLDG. -
EXT. ELEVATIONS
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JENSEN

BID SET

7
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1
/2

0
2
1

2' 4' 8' 12'0

1/4" = 1'-0"
1

NORTH ELEVATION
1/4" = 1'-0"

2
EAST ELEVATION

1/4" = 1'-0"
3

SOUTH ELEVATION
1/4" = 1'-0"

4
WEST ELEVATION

1 CEMENT BOARD, TYP

2 CONCRETE RETAINING WALL- S.S.D.

3 ALUM. FRAMED CLERESTORY WINDOW
BEHIND

4 ALUM. SLIDER WINDOW

5 ALUM. STOREFRONT SYSTEM

6 HOLLOW METAL DOOR (PTD.)

7 SECTIONAL STEEL GARAGE DOOR

8 DOOR HEADER, S.S.D.

9 GARAGE DOOR SUPPORT POST

10 ALUM. BOX GUTTER & DOWNSPOUT

12 CARD READER

13 SECURITY CAMERA

14 PERF. MTL. PANEL RAINSCREEN CLADDING

15 OSHA-COMPLIANT HORIZONTAL LIFELINE
FALL PROTECTION SYSTEM

16 (E) RETAINING WALL & FENCE FOR
ADJACENT PROP., V.I.F.

17 GEOFOAM FILL BETWEEN BLDG. & (E)
RETAINING WALL, S.S.D.

18 CLOSURE PLATE @ GEOFOAM FILL, S.L.D.
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KEY NOTES:X
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SHEET NOTES:

1. SEE SHEET A811.1 FOR FLOOR AND ROOF 
ASSEMBLIES.
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MAINTENANCE BLDG. -
SECTIONS

7/01/2021

JENSEN

BID SET

7
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0
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2' 4' 8' 12'0

1/4" = 1'-0"
1

CROSS SECTION

1 (N) CONCRETE RETAINING WALL- S.S.D.

2 GEOFOAM FILL TYP. BETWEEN BLDG. & (E)
RETAINING WALL, S.S.D. PROVIDE
CLOSURE CAP @ EXPOSED ENDS, S.L.D.

4 CEMENT BOARD CLADDING, TYP

5 PERFORATED METAL CLADDING

6 EXPOSED STEEL STRUCTURE, S.S.D.

7 (E) RETAINING WALL & FENCE FOR
ADJACENT PROP., V.I.F.

1/4" = 1'-0"
2

LONGITUDINAL SECTION
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KEY NOTES:X

SHEET NOTES:

1. SEE LIGHTING DESIGNER DRAWINGS AND 
ELECTRICAL DRAWINGS FOR LIGHTING 
LAYOUT

2. SEE FINISH FLOOR PLANS OR PROPOSED 
FLOOR PLANS FOR FINISH SCHEDULE

3. SEE FINISH FLOOR PLANS OR PROPOSED 
FLOOR PLANS FOR FINISH SCHEDULE
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MAINTENANCE BLDG. -
INTERIOR ELEVATIONS
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7
/0

1
/2

0
2
1

1/4" = 1'-0"
S.

BREAK ROOM NORTH ELEVATION

1/4" = 1'-0"
E

MAINTENANCE STORAGE WEST ELEVATION
1/4" = 1'-0"

S
MAINTENANCE STORAGE NORTH ELEVATION

1/4" = 1'-0"
W

MAINTENANCE BUILDING EAST ELEVATION
1/4" = 1'-0"

N
MAINTENANCE STORAGE SOUTH ELEVATION

1 IRRIGATION CONTROLS

2 EMERG. SHOWER/ EYE-WASH

3 LOW WATER FOUNTAIN / BOTTLE FILLER
COMBO. UNIT

4 WORKBENCH W/ STORAGE

5 UTILITY SINK

6 HOSE BIBB

7 EMPLOYEE LOCKERS 3 TIER, MTL.

8 LIGHT SWITCH

9 WALL OUTLET, S.E.D.

10 DATA CONNECTION, S.E.D.

11 CONNECTION TO IRRIGATION CONTROLS,
S.E.D.

12 ELECTRIC VEHICLE CHARGING OUTLET,
S.E.D.

13 SIDEWALL EXHAUST GRILLE, S.M.D.

14 ALUM. FRAMED CLERESTORY WINDOW

15 OVERHEAD GARAGE DOOR (CLOSED
POSITION)

16 ALARM KEYPAD, S.U.D.

17 CARD READER, S.U.D.

18 CONCRETE CURB

19 METAL STUD, PTD.

20 MOTION DETECTOR, WALL MTD.

21 PLYWOOD PANEL JOINT, TYP.

22 CONFIRM STORAGE CAGE/CAB. REQ. W/
MAINT. STAFF

23 ROOM ID SIGNAGE, TYP.

1/4" = 1'-0"
W.

BREAK ROOM EAST ELEVATION
1/4" = 1'-0"

E.
BREAK ROOM WEST ELEVATION
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KEY NOTES:X

SHEET NOTES:

1. SEE DETAIL 1/A032.1 FOR TYP. 
ACCESSIBLE DOOR THRESHOLD AND 
LEVER REQUIREMENTS

2. SEE DETAIL 1/A033.1 FOR TYP. 
ACCESSIBLE DOOR CLEARANCE 
REQUIREMENTS

3. SEE 3A AND 3B/A032.1 FOR TYP. 
RESTROOM DR. SIGNAGE DETAILS

4. PROVIDE SHT. MTL. PL. O/ BLK. IN WALL 
BEHIND GRAB BARS & WALL-MTD. FIXT., 
TYP. @ RESTROOMS

5. SEE FINISH FLOOR PLANS OR PROPOSED 
FLOOR PLANS FOR FINISH SCHEDULE

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2
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A471.1

MAINTENANCE BLDG. -
ENLARGED PLANS & EL.

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

1/2" = 1'-0"
1

ALL GENDER RESTROOM 403 PLAN

EN

WS

2
ALL GENDER RESTROOM 403 ELEVATIONS
1/2" = 1'-0"

1 WALL OUTLET

2 LIGHT SWITCH

3 CONCRETE CURB, TYP.

PLUMBING FIXTURE / ACCESSORIES LEGEND
MANUFACTURERTAG MODEL DESCRIPTION

LAV-1

WC-1

WC-2

SP-1

TA-1

AMERICAN STANDARD DECORUM 9134001EC WALL HUNG SINK

AMERICAN STANDARD
AFWALL MILLENNIUM FLOWISE 

ELONGATED FLUSHOMETER 
WALL HUNG TOILET

FLOOR MOUNTED TOILETAMERICAN STANDARD MADERA FLOWISE FLUSHOMETER

GEORGIA PACIFIC GP MANUAL 53053 MANUAL SOAP DISPENSER

XLERATOR XL - BW - VOLTAGE RECESSED HAND DRYER

SK-1 SERVICE MOP LINKAMERICAN STANDARD LAKEWELL SERVICE SINK - 7692

LAV-2 AMERICAN STANDARD WHEELCHAIR USERS 9141 WALL HUNG SINK

LAV-3 AMERICAN STANDARD OVALYN 0495 UNDERCOUNTER SINK

SF-1 SINGLE-INLET METERING FAUCETCHICAGO FAUCETS 807-E12-665PAB

SF-2 MANUAL SINK FAUCETCHICAGO FAUCETS 1100-GNAE35-369AB

TA-2 THINAIR TA-SB WALL MOUNTED HAND DRYER

CT-1
RECESSED MTD. CHANGING 

TABLEKOALA KARE KB112-01RE

CT-2 WALL MTD. CHANGING TABLEKOALA KARE KB110-SSWM

GB-1 STAINLESS STL. GRAB BARSBOBRICK B-6806

TP-1 TOILET PAPER HOLDERBOBRICK B-2840

TSC-1 TOILET SEAT COVER DISPENSERBOBRICK B-221

M
A

RK T. JENS

E
N

No. C21410

R

e
n . 3 3- 1 -2

3

ARCHITE
C

T

L
IC

ENSED

S
T

A
TE

OF CALIFO
R

N
IA

01 12/18/2020 PERMIT SUBMITTAL



3

A472.1

1'
 - 

2 
1/

2"

6 56

(2
4"

 M
A

X
.)

2'
 - 

0"SK-2

4

A472.1

SP-1

10

3

A472.1

2'
 - 

10
"

2'
 - 

0"
2'

 - 
6"

1

2 3 45

3'
 - 

6"

7
8

PT
1

4

A472.1

SP-1
TL
3

1

DOOR W/ INTERGRAL BASE EPOXY / 
URETHANE FEATHERED COVE BASE

SK-1

P.LAM OVER 3/4" 
SUBSTRATE, TYP.

SOLID SURFACE 
COUNTERTOP

PLYWOOD W/ WOOD 
BLOCKING AS REQ'D.

P.LAM OVER 3/4" 
SUBSTRATE, TYP.

TL-3

KEY NOTES:X

SHEET NOTES:

1. ELECTRICAL AND OUTLETS AND 
SWITCHES LOCATED OVER COUNTERS 
TO BE 12" MIN. FROM ADJACENT WALL 
AND APPLIANCES PROTRUDING BEYOND 
COUNTER DEPTH.

2. SEE FINISH FLOOR PLANS OR PROPOSED 
FLOOR PLANS FOR FINISH SCHEDULE

2' - 0"

ADJ SHELVES @ 2" 
INCREMENTS

DOOR W/ INTERGRAL BASE EPOXY 
/ URETHANE FEATHERED COVE 

BASE

P.LAM OVER 3/4" 
SUBSTRATE, TYP.

SOLID SURFACE 
COUNTERTOP

P.LAM OVER 3/4" 
SUBSTRATE, TYP.

PLYWOOD W/ WOOD 
BLOCKING AS REQ'D.

TL-3

1

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE
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A472.1

MAINTENANCE BLDG. -
ENLARGED PLANS & EL.

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

1/2" = 1'-0"
1

KITCHENETTE FLOOR PLAN
1/2" = 1'-0"

N.
KITCHENETTE ELEVATION

1 1/2" = 1'-0"
3

KITCHENETTE SECTION

1 PLAM. CSWK. UPPER AND LOWER CAB. W/
SOLID SURFACE COUNTER

2 ADJUSTABLE SHELVING TYP. AT BASE CAB

3 INTREGAL TOE KICK DR. AT KITCHEN SINK

4 DISHWASHER PROVIDED BY OWNER, TYP.
OF 2

5 REFRIGERATOR PROVIDED BY OWNER

6 MICROWAVE PROVIDED BY OWNER

7 WALL OUTLET, S.E.D.

8 LIGHT SWITCH

10 30"x48" ACCESSIBLE CLR. FLR. SPACE
POSITIONED FOR PARALLEL APPROACH

1 1/2" = 1'-0"
4

KITCHENETTE SECTION 2

PLUMBING FIXTURE / ACCESSORIES LEGEND
MANUFACTURERTAG MODEL DESCRIPTION

LAV-1

WC-1

WC-2

SP-1

TA-1

AMERICAN STANDARD DECORUM 9134001EC WALL HUNG SINK

AMERICAN STANDARD
AFWALL MILLENNIUM FLOWISE 

ELONGATED FLUSHOMETER 
WALL HUNG TOILET

FLOOR MOUNTED TOILETAMERICAN STANDARD MADERA FLOWISE FLUSHOMETER

GEORGIA PACIFIC GP MANUAL 53053 MANUAL SOAP DISPENSER

XLERATOR XL - BW - VOLTAGE RECESSED HAND DRYER

SK-1 SERVICE MOP LINKAMERICAN STANDARD LAKEWELL SERVICE SINK - 7692

LAV-2 AMERICAN STANDARD WHEELCHAIR USERS 9141 WALL HUNG SINK

LAV-3 AMERICAN STANDARD OVALYN 0495 UNDERCOUNTER SINK

SF-1 SINGLE-INLET METERING FAUCETCHICAGO FAUCETS 807-E12-665PAB

SF-2 MANUAL SINK FAUCETCHICAGO FAUCETS 1100-GNAE35-369AB

TA-2 THINAIR TA-SB WALL MOUNTED HAND DRYER

CT-1
RECESSED MTD. CHANGING 

TABLEKOALA KARE KB112-01RE

CT-2 WALL MTD. CHANGING TABLEKOALA KARE KB110-SSWM

GB-1 STAINLESS STL. GRAB BARSBOBRICK B-6806

TP-1 TOILET PAPER HOLDERBOBRICK B-2840

TSC-1 TOILET SEAT COVER DISPENSERBOBRICK B-221
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NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE
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A701.1

900 INNES RENDERINGS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

SHIPWRIGHT'S COTTAGE

AERIAL PERSPECTIVE FROM GRIFFITH ST

SHIPWRIGHT'S COTTAGE

PERSPECTIVE VIEW FROM INNES AVE

FOOD PAVILION

PERSPECTIVE VIEW FROM INNES AVE

MAINTENANCE BUILDING

PERSPECTIVE VIEW LOOKING WEST

FOOD PAVILION

AERIAL PERSPECTIVE VIEW LOOKING WEST

SHOP BUILDING

AERIAL PERSPECTIVE VIEW LOOKING NORTH
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DOOR TYPE A1

TYPE: FLUSH SWING DOOR
FRAME: SEE SCHEDULE 
GLAZING: N/A
HARDWARE: SEE SCHEDULE

DOOR TYPE A2

TYPE: FULL LITE SWING DOOR
FRAME: SEE SCHEDULE 
GLAZING: LOW-E, CLEAR, TEMPERED
HARDWARE: SEE SCHEDULE

DOOR TYPE A3

TYPE: FLUSH SWING DOOR W/ SIDELITE
FRAME: SEE SCHEDULE 
GLAZING: LOW-E, CLEAR, TEMPERED

SIDELITES AT LOCATIONS B/T CONDITIONED & 
UNCONDITIONED SPACE TO BE INSUL. GLASS W/ 
MIN. U-VALUE OF 0.36 (SEE SCHEDULE)

HARDWARE: SEE SCHEDULE

DOOR TYPE B1

TYPE: FLUSH SWING DOOR PAIR
FRAME: SEE SCHEDULE 
GLAZING: N/A
HARDWARE: SEE SCHEDULE

C L

36
"

6" 6"

6"

FRAME, W.O.

2' - 0" U.O.N.

C L

36
"

C L
36

"

C L

36
"

FRAME, W.O. FRAME, W.O.

4"

UNDERCUT 
DOOR 
BOTTOM @ 
RESTROOM 
STALLS, AS 
INDICATED 
ON SCHED.

SHEET NOTES:

1. PROVIDE ACCESSIBLE DR. THRESHOLD AND OPERABLE HARDWARE, TYP. SEE 3/A022.1. FLR. LANDINGS SHALL NOT BE MORE THAN 1/2" LOWER THAN THE THRESHOLD OF 
THE DOORWAY. WHERE CHANGE IN THRESHOLD EXCEEDS 1/4", A BEVEL (1:2 MAX. SLOPE) SHALL BE USED.

2. PROVIDE ACCESSIBLE DR. CLEARANCES @ ALL DOORS EXCEPT CLOSETS & STANDARD W.C. SEE 1/A023.1.
3. PROVIDE ACCESSIBLE RESTROOM AND ROOM SIGNAGE AT DR., TYP. SEE 2 & 4/A023.1.
4. COORD. DR. STILE WIDTH W/ FINAL DR. HDWR. SPEC. - MIN. AS REQD.

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422
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A721.1

INT. DOOR TYPES &
SCHEDULE

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

1/2" = 1'-0"

INTERIOR DOOR TYPES + DESCRIPTIONS
  1 

080610 INTERIOR DOOR SCHEDULE

NO. TYPE

SIZE

SET THK.

MATERIAL / FINISH

GLAZING RATING
HDWR.
GROUP

LOCATION

REMARKSWIDTH HGT. DOOR FRAME BUILDING ROOM NO.

3 A1 3' - 0" 7' - 0" SINGLE 1 3/8" WOOD H.M. N/A NR 101 SW COTTAGE OFFICE 103 LOCKABLE

4 A1 3' - 0" 7' - 0" SINGLE 1 3/8" WOOD H.M. N/A NR 102 SW COTTAGE ALL GENDER
RESTROOM

102

5 B1 7' - 0" 8' - 0" PAIR 1 3/8" WOOD H.M. N/A NR 103 SW COTTAGE IT CLOSET 104 LOCKABLE

7 B1 6' - 0" 6' - 8" PAIR 1 3/8" WOOD H.M. N/A NR 104 SW COTTAGE STORAGE 003 LOCKABLE

8 B1 6' - 0" 6' - 8" PAIR 1 3/8" WOOD H.M. N/A NR 104 SW COTTAGE STORAGE 003 LOCKABLE

9 A1 3' - 0" 6' - 8" SINGLE 1 3/8" WOOD H.M. N/A NR 102 SW COTTAGE ALL GENDER
RESTROOM

002

10 C5 2' - 0" 6' - 8" SINGLE 1 3/8" WOOD H.M. N/A NR 105 SW COTTAGE STORAGE 003

30 A1 3' - 0" 7' - 0" SINGLE 1 3/4" H.M. H.M. N/A NR 15 FOOD
PAVILION

UTLITY CHASE 211

31 A1 3' - 0" 7' - 0" SINGLE 1 3/4" H.M. H.M. N/A NR 14 FOOD
PAVILION

IT CLOSET 212A

32 A1 3' - 0" 7' - 0" SINGLE 1 3/4" H.M. H.M. N/A NR 09 FOOD
PAVILION

URINAL 212B UNDERCUT 6'-8" DOOR LEAF IN
7'-0" FRAME

33 A1 2' - 8" 7' - 0" SINGLE 1 3/4" H.M. H.M. N/A NR 09 FOOD
PAVILION

WC 212C UNDERCUT 6'-8" DOOR LEAF IN
7'-0" FRAME

34 A1 2' - 8" 7' - 0" SINGLE 1 3/4" H.M. H.M. N/A NR 09 FOOD
PAVILION

WC 212D UNDERCUT 6'-8" DOOR LEAF IN
7'-0" FRAME

35 A1 2' - 8" 7' - 0" SINGLE 1 3/4" H.M. H.M. N/A NR 09 FOOD
PAVILION

WC 212E UNDERCUT 6'-8" DOOR LEAF IN
7'-0" FRAME

36 A1 3' - 0" 7' - 0" SINGLE 1 3/4" H.M. H.M. N/A NR 09 FOOD
PAVILION

ACCESSIBLE
WC

212F UNDERCUT 6'-8" DOOR LEAF IN
7'-0" FRAME; PROVIDE 2'-10"
CLEAR AT DOOR OPENING

37 A1 2' - 8" 7' - 0" SINGLE 1 3/4" H.M. H.M. N/A NR 09 FOOD
PAVILION

WC 212G UNDERCUT 6'-8" DOOR LEAF IN
7'-0" FRAME

38 A1 2' - 10" 7' - 0" SINGLE 1 3/4" H.M. EZYJAMB N/A NR 10 FOOD
PAVILION

AMBUL. WC 212H UNDERCUT 6'-8" DOOR LEAF IN
7'-0" FRAME; PROVIDE 2'-10"
CLEAR AT DOOR OPENING

44 B1 6' - 0" 8' - 0" PAIR 1 1/2" PLYWD. EZYJAMB N/A NR 111 SHOP
BUILDING

STORAGE 304 LOCKABLE

45 B1 6' - 0" 8' - 0" PAIR 1 1/2" PLYWD. EZYJAMB N/A NR 110 SHOP
BUILDING

IT CLOSET 303 LOCKABLE

52 A3 3' - 0" 8' - 0" SINGLE 1 3/4" H.M. H.M. IGU /
TEMPERED

NR 106 MAINTENANCE
BLDG.

OFFICE 402

53 A1 3' - 0" 8' - 0" SINGLE 1 3/4" H.M. H.M. N/A NR 107 MAINTENANCE
BLDG.

ALL GENDER
RESTROOM

403

54 A3 3' - 0" 8' - 0" SINGLE 1 3/4" H.M. H.M. IGU /
TEMPERED

NR 108 MAINTENANCE
BLDG.

BREAK ROOM 404

55 B1 5' - 0" 8' - 0" PAIR 1 3/4" H.M. H.M. N/A NR 109 MAINTENANCE
BLDG.

IT CLOSET 405
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DOOR TYPE C1

TYPE: FLUSH SWING DOOR
FRAME: SEE SCHEDULE 
GLAZING: N/A
HARDWARE: SEE SCHEDULE

DOOR TYPE D2

TYPE: EXTERIOR SWING DOOR W/ SIDELITE
FRAME: SEE SCHEDULE 
GLAZING: LAM. SAFETY GLASS, SEE SCHED.
HARDWARE: SEE SCHEDULE

DOOR TYPE C2

TYPE: EXTERIOR DOUBLE SWING DOOR
FRAME: SEE SCHEDULE 
GLAZING: N/A
HARDWARE: SEE SCHEDULE

DOOR TYPE D3

TYPE: EXTERIOR DOUBLE SWING DOOR W/ SIDELITES
FRAME: SEE SCHEDULE 
GLAZING: LAM. SAFETY GLASS, SEE SCHED.
HARDWARE: SEE SCHEDULE

K
IC

K
10

"

TYPE: EXTERIOR OVERHEAD ROLL-UP DOOR
FRAME: SEE SCHEDULE 
GLAZING: N/A
HARDWARE: SEE SCHEDULE

DOOR TYPE F3

TYPE: OVERHEAD SINGLE LEAF GARAGE DOOR
LEAF: CUSTOM PERF. MTL TO MATCH ADJ. SIDING
FRAME: SEE SCHEDULE 
GLAZING: LAM. SAFETY GLASS W.O., SEE SCHED.
HARDWARE: SEE SCHEDULE

DOOR TYPE F1

2' - 0" TYP. 2' - 0" TYP. 2' - 0" TYP. 2' - 0" TYP.

CUSTOM PERF. 
METAL CLADDING TO 
MATCH ADJ. SIDING

DOOR TYPE G1

TYPE: CUSTOM GATE DOOR
FRAME: SEE SCHEDULE 
GLAZING: N/A
HARDWARE: SEE SCHEDULE

10
" K

IC
K

5" 5"

5"

TYPE: EXTERIOR OVERHEAD SECTIONAL DOOR
FRAME: SEE SCHEDULE 
GLAZING: N/A
HARDWARE: SEE SCHEDULE

DOOR TYPE F4

5"
5"

5"

36
"

PER PLAN PER PLAN

TYPE: OVERHEAD SINGLE LEAF GARAGE DOOR
LEAF: CUSTOM PERF. MTL TO MATCH ADJ. SIDING
FRAME: SEE SCHEDULE 
GLAZING: N/A
HARDWARE: SEE SCHEDULE

DOOR TYPE F2

PER PLAN

S
E

E
 S

C
H

E
D

U
LE

S
E

E
 S

C
H

E
D

U
LE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

CUSTOM FLAT BAR 
CLADDING TO MATCH ADJ. 
OPEN AIR WINDOW GRILLE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

4" TYP.

DOOR TYPE D1

TYPE: FLUSH SWING DOOR
FRAME: SEE SCHEDULE 
GLAZING: N/A
HARDWARE: SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

36
"

36
"

3'
 - 

0"

EQ. EQ. EQ.

2'
 - 

0"
 T

Y
P

.
2'

 - 
0"

 T
Y

P
.

2'
 - 

0"
 T

Y
P

.
2'

 - 
0"

 T
Y

P
.

TY
P

.
2 

1/
4"

2 
1/

4"
2'

 - 
0"

 T
Y

P
.

2'
 - 

0"
 T

Y
P

.
2'

 - 
0"

 T
Y

P
.

2'
 - 

0"
 T

Y
P

.

2

A882.1

1

A882.1
3

A882.1

TYPE: HISTORIC REPLICA SWING DOOR
REPLACE DOOR PANEL TO 
MATCH HISTORIC CONFIG. 

FRAME: RETAIN AND REPAIR (E) 
HARDWARE: SEE SCHEDULE

PROVIDE SWING-CLR. HINGES

DOOR TYPE E1

BEVELED 
LITE, TYP.

K
IC

K

10
"

3'
 - 

0"

WD. PANEL, TYP.

BEVELED 
LITE, TYP.

6" LOCK STILE

DOOR TYPE D4

TYPE: FLUSH SWING DOOR W/ TRANSOM
FRAME: SEE SCHEDULE 
GLAZING: LAM. SAFETY GLASS, SEE SCHED.
HARDWARE: SEE SCHEDULE

36
"

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

34
"

SEE SCHEDULE
SEE

PLAN

S
E

E
E

LE
V

.
S

E
E

 S
C

H
E

D
U

LE

36
"

SHEET NOTES:

1. PROVIDE ACCESSIBLE DR. THRESHOLD AND OPERABLE HARDWARE, TYP. SEE 3/A022.1. FLR. LANDINGS SHALL NOT BE MORE THAN 1/2" LOWER THAN THE THRESHOLD OF 
THE DOORWAY. WHERE CHANGE IN THRESHOLD EXCEEDS 1/4", A BEVEL (1:2 MAX. SLOPE) SHALL BE USED.

2. PROVIDE ACCESSIBLE DR. CLEARANCES @ ALL DOORS EXCEPT CLOSETS & STANDARD W.C. SEE 1/A023.1.
3. PROVIDE ACCESSIBLE RESTROOM AND ROOM SIGNAGE AT DR., TYP. SEE 2 & 4/A023.1.
4. COORD. DR. STILE WIDTH W/ FINAL DR. HDWR. SPEC. - MIN. AS REQD.

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE
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A722.1

EXT. DOOR TYPES &
SCHEDULE

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

1/2" = 1'-0"

EXTERIOR DOOR TYPES + DESCRIPTIONS
  1 

080610 EXTERIOR DOOR SCHEDULE

NO. TYPE

SIZE

SET THK.

MATERIAL / FINISH

GLAZING RATING
HDWR.
GROUP

LOCATION

REMARKSWIDTH HGT. DOOR FRAME BUILDING ROOM NO.

1 A15 2' - 10" 8' - 0" SINGLE 1 3/8" WD. WD. GL-2 NR 01 SW COTTAGE WELCOME
CENTER

101 DEFINING HISTORIC
FEATURE

2 D2 3' - 0" 9' - 5 1/4" SINGLE 1 3/4" WD. / PTD. WD. /
PTD.

GL-2 NR 02 SW COTTAGE WELCOME
CENTER

101 SIDELITE PER PLAN

6 D3 6' - 0" 8' - 0" PAIR 1 3/4" WD. / PTD. WD. /
PTD.

GL-2 NR 03 SW COTTAGE COMMUNITY
CLASSROOM

001 SIDELITES PER
PLAN

20 F1 16' - 0" 10' - 8 1/2" OVERHEAD
LIFT

10" STL. / PTD.,
PERF. ALUM. /

PTD.

STL. /
PTD.

N/A NR 13 FOOD
PAVILION

EXTERIOR
FRONT PORCH

201 CUSTOM CLAD IN
PERF. MTL. TO

MATCH ADJ. SIDING

21 G1 3' - 0" 8' - 0" SINGLE 4" PERF. ALUM. /
PTD.

STL. /
PTD.

N/A NR 06 FOOD
PAVILION

EXT. SERVICE
ALLEY

208

22 C1 3' - 0" 8' - 0" SINGLE 1 3/4" S.S. STL. N/A .75 HR 05 FOOD
PAVILION

KITCHEN 203

23 F3 7' - 3" 9' - 6" OVERHEAD
COILING

5' - 11 1/2" S.S. STL. N/A .75 HR 13 FOOD
PAVILION

JANITOR /
TRASH

207 W/ FUSIBLE LINK

24 G1 3' - 0" 8' - 0" SINGLE 4" PERF. ALUM. /
PTD.

STL. /
PTD.

N/A NR 07 FOOD
PAVILION

EXT. SERVICE
ALLEY

208

25 F1 16' - 0" 10' - 8 1/2" OVERHEAD
LIFT

10" STL. / PTD.,
PERF. ALUM. /

PTD.

STL. /
PTD.

N/A NR 13 FOOD
PAVILION

BACK PATIO 205 CUSTOM CLAD IN
PERF. MTL.

26 F1 26' - 0" 10' - 8 1/2" OVERHEAD
LIFT

10" STL. / PTD.,
PERF. ALUM. /

PTD.

STL. /
PTD.

N/A NR 13 FOOD
PAVILION

EXTERIOR
ORDER PICK-UP

AREA

202 CUSTOM CLAD IN
PERF. MTL.

27 D4 3' - 0" 7' - 0" SINGLE 1 3/4" S.S. / PTD. STL. /
PTD.

GL-4 NR 04 FOOD
PAVILION

KITCHEN 203

28 D4 3' - 0" 7' - 0" SINGLE 1 3/4" S.S. / PTD. STL. /
PTD.

GL-4 NR 08 FOOD
PAVILION

ALL GENDER
RESTROOM

206

29 F2 11' - 0" 9' - 0" OVERHEAD
LIFT

10" STL. / PTD. STL. /
PTD.

N/A NR 13 FOOD
PAVILION

ALL GENDER
RESTROOM

212 CUSTOM CLAD IN
STL. FLAT BAR

40 F1 24' - 0" 9' - 0" OVERHEAD
LIFT

10" PTD. ALUM.
PERF. O/ GLASS,

STL. / PTD.

STL. /
PTD.

GL-3 NR 13 SHOP
BUILDING

MULTI-PURPOSE
PAVILION

301 CUSTOM CLAD IN
PERF. MTL.

41 D1 4' - 0" 9' - 0" SINGLE 1 3/4" STL. / PTD. ALUM. /
PTD.

N/A NR 11 SHOP
BUILDING

MULTI-PURPOSE
PAVILION

301

42 D1 4' - 0" 9' - 0" SINGLE 1 3/4" STL. / PTD. ALUM. /
PTD.

N/A NR 12 SHOP
BUILDING

MULTI-PURPOSE
PAVILION

301

43 F1 24' - 0" 9' - 0" OVERHEAD
LIFT

10" PTD. ALUM.
PERF. O/ GLASS,

STL. / PTD.

STL. /
PTD.

GL-3 NR 13 SHOP
BUILDING

MULTI-PURPOSE
PAVILION

301 CUSTOM CLAD IN
PERF. MTL.

50 D1 3' - 0" 7' - 10" SINGLE 1 3/4" S.S. / PTD. STL. /
PTD.

N/A NR 11 MAINTENANCE
BLDG.

MAINTENANCE
STORAGE

401

51 F2 0" 0" SECTIONAL
OVERHEAD

0" STL. / PTD. N/A N/A NR 13 MAINTENANCE
BLDG.

MAINTENANCE
STORAGE

401

(V.I.F.) (V.I.F.)

6' - 0" 8' - 0"

14' - 6" 8' - 0" 1"
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WINDOW TYPE A1

TYPE: DOUBLE HUNG, HISTORIC REPLICA
FRAME: WOOD
GLAZING: SEE SCHED.

WINDOW TYPE C1

TYPE: CASEMENT WDW.
FRAME: SEE SCHED.
GLAZING: SEE SCHED.

WINDOW TYPE B1

TYPE: FIXED TRANSOM, HISTORIC REPLICA
FRAME: SEE SCHED.
GLAZING: SEE SCHED.

WINDOW TYPE B2

TYPE: FIXED WINDOW
FRAME: SEE SCHED.
GLAZING: SEE SCHED.

WINDOW TYPE D3

TYPE: FIXED + SLIDING WINDOW
FRAME: ALUM.
GLAZING: SEE SCHED.

WINDOW TYPE D1

TYPE: SLIDING WINDOW
FRAME: ALUM.
GLAZING: SEE SCHED.

WINDOW TYPE D2

TYPE: FIXED + SLIDING WINDOW
FRAME: ALUM.
GLAZING: SEE SCHED.

7'
 - 

2"

12' - 0"

7'
 - 

2"

4'
 - 

0"
3'

 - 
2"

4'
 - 

0"
3'

 - 
2"

4' - 0"

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

SEE SCHEDULE

SEE SCHEDULE

S
E

E
 S

C
H

E
D

U
LE

PROVIDE SLIDING 
INSECT SCREEN @ 
INT. OF SLIDING 
WDW.

PROVIDE SLIDING 
INSECT SCREEN @ 
INT. OF SLIDING 
WDW.

NOTE: S.H.A.D. FOR 
CONFIGURATION, 
PROFILES, OPERATION, 
AND CONSTRUCTION 
METHODS

SHEET NOTES:

1. ALL OPERABLE WINDOW PARTS SHALL 
BE LOCATED AT 48" MAX. A.F.F.

2. ALL OPERABLE WINDOWS SHALL BE 
OPERABLE WITH 5 LBS PRESSURE MAX.

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE
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2
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A723.1

WINDOW TYPES &
SCHEDULE

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

080650 WINDOW SCHEDULE

NO. TYPE

NOMINAL SIZE MATERIAL / FINISH

OPERATION

LOCATION

MANUF./ MODEL REMARKSWIDTH HEIGHT FRAME GLAZING BUILDING ROOM NO.

1 B1 2' - 10" 2' - 0" (E) WOOD,
PTD.

TEMPERED,
BIRD-SAFE FILM

FIXED SW COTTAGE TBD

2 A1 2' - 10" 7' - 4" (E) WOOD,
PTD.

TEMPERED,
BIRD-SAFE FILM

DOUBLE HUNG SW COTTAGE WELCOME
CENTER

101 TBD

3 A1 2' - 10" 7' - 4" (E) WOOD,
PTD.

TEMPERED,
BIRD-SAFE FILM

DOUBLE HUNG SW COTTAGE WELCOME
CENTER

101 TBD

4 A1 2' - 11 1/2" 6' - 6 3/4" (E) WOOD,
PTD.

TEMPERED,
BIRD-SAFE FILM

DOUBLE HUNG SW COTTAGE WELCOME
CENTER

101 TBD

5 A7 2' - 5 1/2" 2' - 1 3/4" WOOD, PTD. TEMPERED,
BIRD-SAFE FILM

FIXED SW COTTAGE ALL GENDER
RESTROOM

102 ARCADIA T-200E

6 B2 3' - 7" 3' - 7" WOOD, PTD. TEMPERED,
BIRD-SAFE
COATING

FIXED SW COTTAGE ALL GENDER
RESTROOM

102 TBD

7 B2 3' - 7" 3' - 7" WOOD, PTD. TEMPERED,
BIRD-SAFE
COATING

FIXED SW COTTAGE WELCOME
CENTER

101 TBD

8 A1 2' - 11 1/2" 5' - 4" (E) WOOD,
PTD.

TEMPERED,
BIRD-SAFE FILM

DOUBLE HUNG SW COTTAGE OFFICE 103 TBD ACCESSIBLE WINDOW & RETROFIT HARDWARE

9 A1 2' - 11 1/2" 6' - 11" (E) WOOD,
PTD.

TEMPERED,
BIRD-SAFE FILM

DOUBLE HUNG SW COTTAGE WELCOME
CENTER

101 TBD

10 C1 3' - 1" 7' - 0" ALUM. IGU / TEMPERED CASEMENT SW COTTAGE WELCOME
CENTER

101 TBD. ACCESSIBLE WINDOW & HARDWARE

11 D2 3' - 9 3/8" 2' - 9" ALUM. IGU / TEMPERED,
BIRD-SAFE
COATING

FIXED / SLIDING FOOD
PAVILION

KITCHEN 203 TBD PROVIDE SCREEN(S) AT SLIDING SERVICE WINDOW TO COMPLY WITH
HEALTH DEPARTMENT REQ. FOR FOOD PREPARATION AREAS

12 D3 3' - 8" 2' - 3 5/8" ALUM. IGU / TEMPERED,
BIRD-SAFE
COATING

FIXED / SLIDING FOOD
PAVILION

KITCHEN 203 TBD PROVIDE SCREEN(S) AT SLIDING SERVICE WINDOW TO COMPLY WITH
HEALTH DEPARTMENT REQ. FOR FOOD PREPARATION AREAS

13 B2 12' - 0" 3' - 10" ALUM. IGU / TEMPERED,
BIRD-SAFE
COATING

FIXED FOOD
PAVILION

TBD

14 D1 4' - 0" 6' - 0" ALUM. IGU / TEMPERED SLIDING MAINTENANCE
BLDG.

OFFICE 402 TBD

1/2" = 1'-0"

EXTERIOR WINDOW TYPES + DESCRIPTIONS
  1 

(V.I.F) (V.I.F)

(V.I.F) (V.I.F)

(V.I.F) (V.I.F)

(V.I.F) (V.I.F)

(V.I.F) (V.I.F)

(V.I.F) (V.I.F)

(V.I.F) (V.I.F)

WELCOME 
CENTER

101
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WINDOW TYPE E1

TYPE: ALUM. STOREFRONT SYSTEM
FRAME: ALUM.
GLAZING: LOW-E, CLEAR, TEMPERED 

DOUBLE-GLAZED INSULATED UNITS

WINDOW TYPE E2

TYPE: ALUM. STOREFRONT SYSTEM
FRAME: ALUM.
GLAZING: LOW-E, CLEAR, TEMPERED 

DOUBLE-GLAZED INSULATED UNITS
OPERABLE HOPPER WINDOWS WHERE SHOWN

WINDOW TYPE E3

TYPE: ALUM. STOREFRONT SYSTEM
FRAME: ALUM.
GLAZING: LOW-E, CLEAR

DOUBLE-GLAZED INSULATED UNITS

WINDOW TYPE E4

TYPE: ALUM. STOREFRONT SYSTEM
FRAME: ALUM.
GLAZING: LOW-E, CLEAR

DOUBLE-GLAZED INSULATED UNITS
BIRD-SAFE REFLECTIVE COATING

CONC. CURB4' - 0" 4' - 0" 4' - 0" 3' - 11"

6"
6'

 - 
6"

2'
 - 

2"

  4' - 0"  

CL CL CL CL CL CL

2' - 1"2' - 1"2' - 1"2' - 1"2' - 1"2' - 1"2' - 1"

6'
 - 

9"

7'
 - 

5"

CL

2' - 0"2' - 0"

CL

3' - 0"3' - 0"

CL

3' - 0"3' - 0"

CL CL CL CL CL

2' - 7 1/2"4' - 8"4' - 8"4' - 8"4' - 8"2' - 7 1/2"

2'
 - 

2 
7/

8"
4'

 - 
8 

3/
4"

8'
 - 

6"

CONC. CURB

2'
 - 

10
"

CLCL

6"

CLCL

6"

CL

A
LI

G
N

A
LI

G
N

TYP.
5/8" GAP @ PERF PANEL

A
LI

G
N

COORD. C.O. INT. MULLIONS 
W/ C.O. PANEL SEAM

COORD. F.O. FR. W/ 
EDGE OF PANEL

COORD. F.O. FR. W/ 
EDGE OF PANEL

PERF. PANEL OMITTED 
FOR CLARITY

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE

A
N

S
I 
fu

ll 
b
le

e
d
 D

 (
2
2
.0

0
 x

 3
4
.0

0
 i
n
c
h
e
s
)

A724.1

WINDOW TYPES &
SCHEDULE

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3/8" = 1'-0"

EXTERIOR WINDOW TYPES + DESCRIPTIONS
  1 

080650 WINDOW SCHEDULE (CONT'D.)

NO. TYPE

NOMINAL SIZE MATERIAL / FINISH

OPERATION

LOCATION

MANUF./ MODEL REMARKSWIDTH HEIGHT FRAME GLAZING BUILDING ROOM NO.

15 E1 40' - 0" 17' - 9 3/4" ALUM. IGU / TEMPERED FIXED SHOP
BUILDING

MULTI-PURPOS
E PAVILION

301 TBD

16 E1 37' - 9 7/8" 20' - 0" ALUM. IGU / TEMPERED FIXED SHOP
BUILDING

MULTI-PURPOS
E PAVILION

301 TBD

17 E2 24' - 0" 9' - 0" ALUM. IGU / TEMPERED SEE ELEV. SHOP
BUILDING

MULTI-PURPOS
E PAVILION

301 TBD

18 E3 34' - 3 1/2" 2' - 10" ALUM. IGU SEE ELEV. MAINTENANCE
BUILDING

MAINT. STOR. 142 TBD PROVIDE MOTORIZED HOPPER WINDOWS WHERE SHOWN.

19 E4 15' - 0 1/2" 10' - 0" ALUM. IGU FIXED MAINTENANCE
BUILDING

MAINT. STOR. 142 TBD

SEE ELEV.

SEE ELEV.

SEE ELEV.

SEE ELEV.

SEE ELEV.

SEE ELEV.

SEE ELEV.

SEE ELEV.

SEE ELEV.

SEE ELEV.
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S.S.D.

STRUCTURAL 
CONCRETE WALL, S.S.D.

DRAINAGE MAT

BLIND SIDE 
WATERPROOF 
MEMBRANE

5/8" GYP. BD., W.O. 

25 GA. "Z" FURRING 
CHANNEL

FINISH VARIES, 
SEE FINISH SCHED.

1.5" RIGID 
INSULATION, 
R-6 MIN.

SHORING, TO 
REMAIN, W.O.

TILE FIN., SEE SCHED. 

THINSET MORTAR 

W.P. MEMBRANE @ 
WET LOCATIONS

GRAVEL BACK-FILL 
PER GEOTECH.

EXTERIORINTERIOR

POST-APPLIED W.P. 
MEMB. WHERE 
SHORING IS NOT 
RETAINED

1/8" THK. ALUM. 
PERF. MTL. PANEL, 
MFR. FIN.

EXTRUDED ALUM. HAT 
CHANNEL (EXTRUDED 
ALUM. Z CHANNEL AT END 
PANELS), MFR. FIN. 

8" CHANNEL, S.S.D., 
GALVANIZED & PTD.

STRUCT. FRAME 
W.O., S.S.D., 
GALVANIZED & 
PTD.

1 5/8"2"2"8"

4" ALUM. TEE BATTEN, 
PTD. TO MATCH PERF. 
PANEL FIN. 

EXTERIORINTERIOR

(E) 2X6 WD. FRAMING,  
REPAIR W/ SISTERED 
MEMBERS AS REQD.
OR
(N) WD. FRAMING AT 
INFILL OF (E) OPENINGS

(N) 5/8" GYP. BD.

(N) BATT INSUL.
R-13 MIN.

FINISH VARIES, 
SEE FINISH SCHED.

(N) 1/2" OSB, S.S.D.

TILE FIN., SEE SCHED. 

THINSET MORTAR 

W.P. MEMBRANE @ 
WET LOCATIONS

WATER RESISTENT 
INTERIOR GYP. BD.

2 LAYERS OF (N) 
PLYWD. SHTG. OR (E) 
STACKED WD. TIMBER 
WHERE SALVAGABLE

1/2" MIN. CLR.

PLUMBING PIPE W.O., 
KEEP CLR. OF STUDS 
& SHTG.

(N) SA., VAPOR-
PERMEABLE WR.B.

(E) HISTORIC REDWD. 
SIDING W/ (N) FIN. -
REPAIR OR REPLACE 
AS REQD., S.H.A.D.

EXTERIORINTERIOR

(N) 2X4 WD. FRAMING 
@ 16" O.C.

(N) 5/8" GYP. BD.

(N) BATT INSUL.
R-13 MIN. (E) 1X1 WD. NAILER, 

W.O., V.I.F.

FINISH VARIES, 
SEE FINISH SCHED.

(N) 1/2" OSB, W.O., 
S.S.D.

(N) SA., VAPOR-
PERMEABLE WR.B.

(E) HISTORIC REDWD. 
SIDING W/ (N) FIN. -
REPAIR OR REPLACE 
AS REQD., S.H.A.D.

(E) 1" STACKED WD. 
TIMBER FRAMING, 
REPAIR OR REPLACE 
AS REQD, FILL GAPS > 
7/8" OR PER WR.B. 
MFR., S.H.A.D.

EXTERIORINTERIOR

S.S.D.

STRUCTURAL 
CONCRETE WALL, 
S.S.D.

WATERPROOF 
MEMBRANE

5/8" GYP. BD., W.O. 

25 GA. FURRING 
CHANNEL

FINISH VARIES, 
SEE FINISH SCHED.

1.5" RIGID INSUL,
R-6 MIN.

1x P.T. FURRING

TILE FIN., W.O.
SEE SCHED. 

THINSET MORTAR 

W.P. MEMBRANE @ 
WET LOCATIONS

(E) HISTORIC 
REDWD. SIDING 
W/ (N) FIN. -
REPAIR OR 
REPLACE AS 
REQD., S.H.A.D.

EXTERIORINTERIOR

WATERPROOF 
MEMBRANE

ANTI-GRAFFITI 
COATING

TILE FIN., W.O.
SEE SCHED. 

THINSET MORTAR 

EXTERIORINTERIOR

BOARD FORMED 
STRUCTURAL CONC. 
WALL
- FORM W/ ROUGH 
SAWN LUMBER
- VERTICAL BOARD 
ORIENTATION
- CAULK BOARD 
JOINTS

TY
P

.

1/
2"

6 
3/

4"
 T

Y
P

.

1/8" THK. ALUM. 
PERF. MTL. PANEL

6" MTL. STUD, S.S.D 
FOR SPACING

BATT INSUL. R-24 MIN. AT 
CONDITIONED SPACES

SELF-ADHERED WEATHER 
RESISTIVE BARRIER, U.V. 
RESISTANT

2" RIGID INSUL., R-8 MIN.

1/2" PLYWOOD 
SHEATHING

1/2" PLYWOOD INT. 
FIN. (CLR. SEAL)

STRUCT. FRAME 
W.O., S.S.D.

4" ALUM. TEE BATTEN 

EXTRUDED ALUM. HAT 
CHANNEL (EXTRUDED 
ALUM. Z CHANNEL AT END 
PANELS) 

EXTERIORINTERIOR S.S.D.

EXPOSED UNFINISHED 
STRUCTURAL 
CONCRETE WALL, S.S.D.

DRAINAGE MAT

BLIND SIDE W.P. 
MEMBRANE

GEOFOAM, S.S.D.

CBC TABLE 721.1 (2)
2-HR. FIRE-RATED 
ASSEMBLY  

EXTERIORINTERIOR

MIN. 20 GA METAL 
Z-GIRT FURRING

DRAINAGE MAT

SELF-ADHERED 
WEATHER RESISTIVE 
BARRIER

1/2"  PLYWOOD, S.S.D. 

2" CLR.

FIBER CEMENT 
PANEL SIDING

COUNTERSUNK 
FASTENER
- PAINT TO MATCH 
SIDING
- SPACING PER 
MANUF. REQ.

BATT INSULATION, 
R-24 MIN. AT 
CONDITIONED 
SPACES

INTERIOR FINISH 
VARIES, SEE 
FINISH SCHEDULE

FRAMING AS REQ., 
S.S.D.

PLUMBING PIPE, W.O.
- KEEP CLR. OF 
STRUCTURE EXCEPT 
AT HEAD & SILL 
PLATES

(1) LAYER 5/8" GYP. 
BD., TYPE X

2" CLR

CONT. EXT. INSUL., 
R-8 MIN.

(1) LAYER 5/8" EXT. 
GYPSUM SHEATHING, 
TYPE X

UL DESIGN U419
1-HR. FIRE-RATED 
ASSEMBLY  

EXTERIORINTERIOR

MIN. 20 GA HORIZ. 
MTL. Z-GIRT FURRING

DRAINAGE MAT

SELF-ADHERED 
WEATHER RESISTIVE 
BARRIER

1/2"  PLYWOOD, S.S.D. 

2" CLR.

1 X 8 T&G VERT. WOOD 
SIDING, CLEAR SEAL, 
BLIND FASTENED

BATT INSULATION, 
R-24 MIN. AT 
CONDITIONED 
SPACES

INTERIOR FINISH 
VARIES, SEE 
FINISH SCHEDULE

FRAMING AS REQ., 
S.S.D.

PLUMBING PIPE, W.O.
- KEEP CLR. OF 
STRUCTURE EXCEPT 
AT HEAD & SILL 
PLATES

(1) LAYER 
5/8" GYP. BD.

2" CLR

CONT. EXT. INSUL., 
R-8 MIN.

EXTERIORINTERIOR

(N) 2X4 WD. FRAMING @ 
16" O.C. OR SIMPSON 
WD. STRONG-WALL 
W.O., S.S.D.

(N) 5/8" GYP. BD.

(N) BATT INSUL.
R-13 MIN.

(E) 1" STACKED WD. 
TIMBER FRAMING, 
REPAIR OR REPLACE 
AS REQD, FILL GAPS > 
7/8" OR PER WR.B. 
MFR.

(E) 1X1 WD. NAILER, 
W.O., V.I.F.

FINISH VARIES, 
SEE FINISH SCHED.

(E) HISTORIC REDWD. 
SIDING W/ (N) FIN. -
REPAIR OR REPLACE 
AS REQD. S.H.A.D.

(N) SA., VAPOR-
PERMEABLE WR.B.

EXTERIORINTERIOR

(E) 2X6 WD. FRAMING,  
REPAIR W/ SISTERED 
MEMBERS AS REQD.
OR
(N) WD. FRAMING AT 
INFILL OF (E) OPENINGS

(N) 5/8" GYP. BD.

(N) BATT INSUL.
R-13 MIN.

FINISH VARIES, 
SEE FINISH SCHED.

TILE FIN., SEE SCHED. 

THINSET MORTAR

W.P. MEMBRANE @ 
WET LOCATIONS

WATER RESISTENT 
INTERIOR GYP. BD.

2 LAYERS (N) PLYWD. 
SHTG.

1/2" MIN. CLR.

PLUMBING PIPE W.O., 
KEEP CLR. OF STUDS 
& SHTG.

(N) SA., VAPOR-
PERMEABLE WR.B.

EXTERIORINTERIOR

(E) HISTORIC REDWD. 
SIDING W/ (N) FIN. -
REPAIR OR REPLACE 
AS REQD., S.H.A.D.
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WALL TYPES - EXTERIOR

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
A1

CONC. WALL- BLW. GR.

3" = 1'-0"
C1

PERF MTL PANEL SCREEN

3" = 1'-0"
B1

OSB SHEAR WALL

3" = 1'-0"
B2

OSB SHEAR WALL W/ TIMBER

3" = 1'-0"
A2

EXT. CONC WALL- WD. SIDING

3" = 1'-0"
A3

EXT. CONC. WALL- ARCH. FIN.

3" = 1'-0"
C2

PERF MTL PANEL
3" = 1'-0"

A4
EXT. CONC. RETAINING WALL

3" = 1'-0"
C4

1 HR. EXT. CEMENT BD.

3" = 1'-0"
C3

EXT. T & G WD. SIDING
3" = 1'-0"

B4
WD. TIMBER W/ WD. SIDING

3" = 1'-0"
B3

WD. FR. W/ WD. SIDING
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MIN. 20 GA METAL 
Z-GIRT FURRING

DRAINAGE MAT

SELF-ADHERED 
WEATHER RESISTIVE 
BARRIER

1/2"  PLYWOOD, 
S.S.D. 

2" CLR.

FIBER CEMENT 
PANEL SIDING

COUNTERSUNK 
FASTENER
- PAINT TO MATCH 
SIDING
- SPACING PER 
MANUF. REQ.

INTERIOR FINISH 
VARIES, SEE 
FINISH SCHED.

FRAMING AS REQ., 
S.S.D.

PLUMBING PIPE, 
W.O.
- KEEP CLR. OF 
STRUCTURE 
EXCEPT AT HEAD & 
SILL PLATES

(2) LAYERS 5/8" 
GYP. BD., TYPE X

2" CLR

CONT. EXT. INSUL., 
R-8 MIN.

(2) LAYERS 5/8" EXT. 
GYPSUM SHEATHING, 
TYPE X

UL DESIGN U419
2-HR. FIRE-RATED 
ASSEMBLY  

EXTERIORINTERIOR

MIN. 20 GA METAL 
Z-GIRT FURRING

DRAINAGE MAT

SELF-ADHERED 
WEATHER RESISTIVE 
BARRIER

1/2"  PLYWOOD, S.S.D. 

FIBER CEMENT 
PANEL SIDING

COUNTERSUNK 
FASTENER
- PAINT TO MATCH 
SIDING
- SPACING PER 
MANUF. REQ.

FRAMING AS REQ., 
S.S.D.

(1) LAYER 5/8" EXT. 
GYP. SHEATHING, 
TYPE X

CONT. EXT. INSUL., 
R-8 MIN.

(1) LAYER 5/8" EXT. 
GYPSUM SHEATHING, 
TYPE X

UL DESIGN U419
1-HR. FIRE-RATED 
ASSEMBLY  

AIR AND WATER 
BARRIER

FIBER CEMENT 
PANEL SIDING

EXTERIOREXTERIOR

MIN. 20 GA METAL 
Z-GIRT FURRING

DRAINAGE MAT

SELF-ADHERED 
WEATHER 
RESISTIVE BARRIER

1/2"  PLYWOOD, 
S.S.D. 

2" CLR.

FIBER CEMENT 
PANEL SIDING

COUNTERSUNK 
FASTENER
- PAINT TO MATCH 
SIDING
- SPACING PER 
MANUF. REQ.

BATT INSULATION, 
R-24 MIN. AT 
CONDITIONED 
SPACES

FRAMING AS REQ., 
S.S.D.

PLUMBING PIPE, W.O.
- KEEP CLR. OF 
STRUCTURE EXCEPT 
AT HEAD & SILL 
PLATES

(1) LAYER 1/2" 
PLYWOOD FIN.

CONT. EXT. INSUL., 
R-8 MIN.

2" CLR.

TILE FIN., 
SEE SCHED. 

THINSET 
MORTAR

W.P. MEMBRANE @ 
WET LOCATIONS

WATER RESISTENT 
INT. GYP. BD.

EXTERIORINTERIOR
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2 HR. EXT. CEMENT BD.

3" = 1'-0"
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1 HR. PARAPET
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EXT. CEMENT BD.

M
A

RK T. JENS

E
N

No. C21410

R

e
n . 3 3- 1 -2

3

ARCHITE
C

T

L
IC

ENSED

S
T

A
TE

OF CALIFO
R

N
IA



METAL STUD 
FRAMING, MIN. 25 GA. 
GALV STL., MAX. 24" 
O.C., S.S.D.

ACOUSTIC 
INSULATION

TILE FINISH, SIZE & 
TYPE VARIES, SEE 
SCHED. 

THINSET MORTAR

W.P. MEMBRANE @ 
WET LOCATIONS

TILE FINISH, SIZE & 
TYPE VARIES, SEE 
SCHED. 

THINSET MORTAR

WATER-RESISTANT 
INT. GYP. BD. 

W.P. MEMBRANE @ 
WET LOCATIONS

WATER-RESISTANT 
INT. GYP. BD. 

MIN.

2"

MIN.

2"

PLUMBING PIPE, W.O.

METAL STUD 
FRAMING, MIN. 25 GA. 
GALV STL., MAX. 24" 
O.C., S.S.D.

TILE FINISH, SIZE & 
TYPE VARIES, SEE 
SCHED. 

THINSET MORTAR

W.P. MEMBRANE @ 
WET LOCATIONS

WATER-RESISTANT 
INT. GYP. BD. 

ACOUSTIC INSUL.

MIN.

2"

(N) WOOD FRAMING, S.S.D.

5/8" GYP. BD.

FINISH VARIES, SEE 
FIN. SCHEDULE, TYP.

THERMAL 
INSULATION, W.O.

METAL STUD 
FRAMING, MIN. 25 GA. 
GALV STL., MAX. 24" 
O.C., S.S.D.

5/8" GYP. BD. 

THERMAL 
INSULATION AT 
CONDITIONED 
SPACE, SEE T24 
REPORTS

1/2" PLYWOOD 
FINISH, W.O., SEE 
SCHED.

(E) & (N) WOOD 
FRAMING AS REQ'D, 
S.S.D.

5/8" GYP. BD., 
EACH  SIDE

FINISH VARIES, SEE 
FIN. SCHEDULE, TYP.

ACOUSTIC 
INSULATION

TILE FIN., SEE SCHED. 

THINSET MORTAR 

W.P. MEMBRANE @ 
WET LOCATIONS

WATER RESISTENT 
INT. GYP. BD.

(N) WOOD FRAMING, S.S.D.

THERMAL 
INSULATION, W.O.

TILE FINISH, SIZE & 
TYPE VARIES, SEE 
SCHED. 

THINSET MORTAR

W.P. MEMBRANE @ 
WET LOCATIONS

WATER-RESISTANT 
INT. GYP. BD. 

5/8" GYP. BD., 
EACH  SIDE

FINISH VARIES, SEE 
FIN. SCHEDULE, TYP.

ACOUSTIC 
INSULATION

TILE FIN., SEE SCHED. 

THINSET MORTAR

W.P. MEMBRANE @ 
WET LOCATIONS

WATER RESISTENT 
INT. GYP. BD.

METAL STUD 
FRAMING, MIN. 25 GA. 
GALV STL., MAX. 24" 
O.C., S.S.D.FINISH VARIES, SEE 

FIN. SCHEDULE, TYP.

(1) LAYER 1/2" PLYWOOD, 
W.O., SEE FIN. SCHEDULE

1/2" PLYWD. FIN., 
EACH  SIDE, W.O., 
SEE FIN. SCHEDULE

BATT INSUL. AT COND. 
SPACE, R-24 MIN.

TILE FIN., SEE SCHED. 

THINSET MORTAR

W.P. MEMBRANE @ 
WET LOCATIONS

WATER RESISTENT 
INT. GYP. BD.

METAL STUD 
FRAMING, MIN. 25 GA. 
GALV STL., MAX. 24" 
O.C., S.S.D.

1.5" RIGID CONT. 
INSUL. R-6 MIN

EXTERIORINTERIOR
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WALL TYPES - INTERIOR

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
F1

INT. RESTROOM

3" = 1'-0"
F2

PLUMBING CHASE
3" = 1'-0"

D2
INT. WOOD FURRING

3" = 1'-0"
E2

INT. METAL FURRING

3" = 1'-0"
D1

INT. WOOD FRAMED

3" = 1'-0"
D3

INT. WD. FURRING  W/ TILE

3" = 1'-0"
E1

INT. METAL FRAMED

3" = 1'-0"
E3

INT. METAL DEMISING
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WATERPROOF 
MEMBRANE AT 
BELOW-GRADE 
SPACES, VAPOR 
BARRIER @ 
ABOVE-GRADE 
LOCATIONS

PREPARED 
SUBGRADE, PER 
GEOTECH.

S
.S

.D
.

REINFORCED CONC. 
SLAB ON GRADE, S.S.D.

SAND

FINISH AS OCCURS, 
SEE FINISH SCHEDULE 

EXTERIOR

INTERIOR

RESILIENT 
CHANNEL

(E) & (N) WOOD 
JOIST, S.S.D.

GYP. BD. (PTD.)
SEAL PERIMETER AND 
ALL PENETRATIONS W/ 
ACOUSTIC SEALANT

(N) PLYWOOD SUB-
FLOOR, S.S.D.

SALVAGED WD. FLRING, 
W.O. SEE FIN. SCHED.

ACOUSTIC BATT 
INSULATION

RESILIENT 
UNDERLAYMENT

INTERIOR

INTERIOR

FLOOR TILE, 
THINSET, W.O.

WATERPROOF
MEMBRANE

1/4" CEMENT BD.

2" CONT. RIGID 
INSUL. R-8 MIN. 

ROOFING 
UNDERLAYMENT

CONT. PLYWD. 
SUBSTRATE

STANDING SEAM 
METAL ROOF PANEL

3/4" VENTED 
AIR SPACE

CORRUGATED STEEL 
DECK, S.S.D.

BATT INSULATION, 
R-30 MIN. AT COND. 
SPACES, 
SUSPENDED FROM 
DECK

UNVENTED ROOF 
CAVITY PER CBC 
1202.3, 5.1.2

MOVEABLE 
OFFSET CLIP 
(BY MTL. ROOF MFR.)

EXTERIOR

INTERIOR

STRUCTURAL 
FRAMING, S.S.D.

GUARD LAYER 
(BY MTL. ROOF MFR.)

S.S. WAFER HEAD 
SCREW, TYP.

MECHANICALLY 
SEAMED DOUBLE 
FOLD CLOSURE

.19" THK. ALUM. 
PERF. MTL. PANEL

STEEL HAT 
CHANNEL 

8" CHANNEL, S.S.D.

STRUCT. FRAME 
W.O., S.S.D.

4"

ALUM. TEE BATTEN 
BEYOND

EXTERIOR

INTERIOR

2"

.25" DIA. x 1.25" LONG HEX 
HEAD SELF- DRILLING SCREW 
W/ RUBBER FACED WASHER, 
MAX. 12"  O.C. TYP.

FLUID-APPLIED 
ROOF MEMBRANE 
AND BASE PLY, 
CLASS A FIRE 
RESISTANCE 
RATED

1.5" MIN. RIGID 
INSULATION, 
R-6 MIN.

1/2" PLYWOOD 
SHEATHING

1/2" PLYWOOD INT. 
FIN. (CLR. SEAL)

EXTERIOR

INTERIOR

.19" THK. ALUM. 
PERF. MTL. PANEL

INTERMITTENT STEEL 
HAT CHANNEL SUPPORT

6" LT. GA. 
SHT. MTL. GIRT

STRUCT. FRAME 
W.O., S.S.D.

UNVENTED ROOF 
CAVITY PER CBC 
1202.3, 5.1.2

BATT INSULATION, 
R-30 MIN. 

2"

4"

2" BATTEN BEYOND

.25" DIA. x 1.25" LONG 
HEX HEAD SELF-
DRILLING SCREW W/ 
RUBBER FACED 
WASHER, MAX. 12"  
O.C. TYP.

P.T. 2 X SLEEPERS

1/2" PLYWOOD 
SUB-FLOOR

FLOOR FINISH, 
SEE SCHEDULE

S
.S

.D
.

WATERPROOF 
MEMBRANE

PREPARED 
SUBGRADE, PER 
GEOTECH.

REINFORCED CONC. 
SLAB ON GRADE, S.S.D.

SAND

EXTERIOR

INTERIOR

VAPOR RETARDER

(N) CLOSED CELL 
SPRAY FOAM INSUL.,  
THICKNESS TO MEET 
T24 PRESCRIPTIVE 
U-VALUES, 3.5" MIN.

(N) DIAMOND DECK 
ROOFING UNDERLAYMENT

(N) PLYWOOD 
SHEATHING, S.S.D. 
FOR MIN. THK., 
MATCH THICKNESS 
OF (E) HISTORIC 
SHEATHING

(N) COMPOSITE SHINGLES, 
CLASS A FIRE-RESISTANCE 
RATED

(N) & (E) WOOD 
RAFTERS, SISTER 
MEMBERS WHERE 
REQD., S.S.D.

UNVENTED ROOF 
CAVITY PER CBC 
1202.3, 5.1.1

EXTERIOR

INTERIOR

3/4" PLYWOOD

TAPERED RIGID 
INSULATION, 
SLOPE TO DRAIN
R-23 MIN. AVG.

SUSPENDED 
CEILING GRID

LT. GA. MTL. 
JOIST, S.S.D.

THERMAL  BATT 
INSULATION, R-30 
MIN.

SLOPE 1" PER FT. MIN.

AGGREGATE-FINISHED FLUID-APPLIED 
WP MEMBRANE O / BASE PLY
CLASS A FIRE-RATED, CRRC RATED

FINISH VARIES, 
SEE SCHEDULE

UTILITIES, W.O.

EXTERIOR

INTERIOR

N
.T

.S
., 

S
.S

.D
.

REINFORCED CONC. 
STRUCT. SLAB, S.S.D.

PT. CONC. & PIPE, 
CONDUIT, DUCTS 
TO MATCH

FLUID-APPLIED W.P.

1/2" DRAINAGE MAT 
W/ FILTER FABRIC 

CONC. FIN. TOPPING, 
SLOPE TO DRAIN

CONC. TOPPING, 
SLOPE TO DRAIN

1 "

1/8"

SAWCUT 
CONTROL JT., TYP.

1/4":12" SLOPE

A
S

 R
E

Q
'D

M
IN

.

3"
 M

IN
.

1" RIGID INSUL., 
R-4 MIN., PAINTED

EXTERIOR

INTERIOR

1/8":12" SLOPE

N
.T

.S
., 

S
.S

.D
.REINFORCED CONC. 

STRUCT. SLAB, S.S.D.

FLUID-APPLIED W.P.

1/2" DRAINAGE MAT 
W/ FILTER FABRIC 

CONC. FIN. TOPPING, 
SLOPE TO DRAIN

CONC. TOPPING, 
SLOPE TO DRAIN

1 "

1/8"

SAWCUT 
CONTROL JT., TYP.

1/4":12" SLOPE

A
S

 R
E

Q
'D

M
IN

.

3"
 M

IN
.

VAPOR BARRIER

PREPARED 
SUBGRADE, PER 
GEOTECH.

SAND

1/8":12" SLOPE

EXTERIOR

INTERIOR

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE

A
N
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fu

ll 
b
le

e
d
 D
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2
2
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0
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 3
4
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A811.1

FLOOR & ROOF TYPES

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
F2

CONCRETE SLAB ON GRADE
3" = 1'-0"

F5
(E) WOOD-FRAMED FLOOR

3" = 1'-0"
R5

STANDING SEAM METAL ROOF

3" = 1'-0"
R2

PERF. METAL SHADE CANOPY

3" = 1'-0"
R3

PERF. METAL ROOF

3" = 1'-0"
F1

WOOD FLOOR O/ CONC.

3" = 1'-0"
R1

(E) WOOD-FRAMED ROOF

3" = 1'-0"
R4

FLAT ROOF
3" = 1'-0"

F4
ELEV. CONC. SLAB W/ TOPPING

3" = 1'-0"
F3

CONC. S.O.G. W/ TOPPING

M
A

RK T. JENS

E
N

No. C21410

R

e
n . 3 3- 1 -2
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"HYDRODUCT 220" 
DRAINAGE MAT

WALL TYPE PER PLAN

"PREPRUFE" CONT. PRE-
APPLIED WP. MEMB.

"PREPRUFE 
DETAIL TAPE" AS 
REQD. PER MFR. 
FOR ATTACHMENT

BENTONITE 
WATERSTOP 
@ COLD JT., 
TYP.

"PREPRUFE" CONT. SA. WP. 
MEMB., UPTURN TO JT.

MIN. PER MFR.

12" "PREPRUFE" STRIP 
CENTERED ON JT. & O/ 
UPTURN MEMB.

6"
 M

IN
. L

A
P

TERMINATION 
BEAD PER MFR.

"HYDRODUCT COIL 600" 
PERIMETER DRAIN

4" ⌀ PIPE FOR OUTLET BEHIND, 
CONNECT TO UNDERDRAIN, 
S.S.D. & SEE CIVIL DWGS.

BASE COURSE & SUBGRADE 
PER GEOTECH.

"PREPRUFE" CONT. PRE-APPLIED 
WP. MEMB. 
- UPTURN @ VERT. F.O. SLAB
- LAP SEAMS 12" MIN. & TAPE, TYP.

SHORING AS REQD.

3"
 M

IN
.

1'
-0

" 
M

IN
.

PERF. PIPE, 
S.S.D.

"HYDRODUCT 220" 
DRAINAGE MAT

POST-APPLIED 
"BITUTHENE" WP. MEMB.

"PREPRUFE DETAIL 
TAPE" AS REQD. 
PER MFR. FOR 
ATTACHMENT

1" LIQUID WP. 
MEMB. FILLET

SLOPE TOPSIDE OF 
HORIZ. CONC. 
SURFACE

1/8" / 12"

12" "BITUTHENE" 
STRIP CENTERED 
ON OUTSIDE 
CORNER & O/ 
MEMB. UPTURN

TERMINATION 
BEAD PER MFR.

"PREPRUFE" CONT. 
PRE-APPLIED WP. 
MEMB., UPTURN @ 
VERT. F.O. FTG., LAP 
SEAMS 12" MIN. & 
TAPE, TYP.BASE COURSE & 

SUBGRADE PER 
GEOTECH.

DRAINAGE 
GRAVEL

FILTER FABRIC 
LINED TRENCH

6"
 M

IN
. L

A
P

1/8" / 12"

S
.S

.D
. &

 S
.L

.D
.

W
D

. D
E

C
K

IN
G

 A
S

S
E

M
B

LY

BASE COURSE & 
SUBGRADE PER GEOTECH.

"PREPRUFE" CONT. PRE-APPLIED WP. 
MEMB., UPTURN @ VERT. F.O. KEY, 
LAP SEAMS 12" MIN. & TAPE, TYP.

SLOPE TOPSIDE OF 
HORIZ. CONC. 
SURFACE

1" LIQUID WP. 
MEMB. FILLET

"PREPRUFE DETAIL 
TAPE" AS REQD. 
PER MFR. FOR 
ATTACHMENT

"HYDRODUCT 220" 
DRAINAGE MAT

A851.1

10

POST-APPLIED 
"BITUTHENE" WP. 
MEMB.

6 
M

IN
. L

A
P

PIPE

"PREPRUFE" MEMB. 
DETAIL PATCH SET IN 
LIQUID MEMB.

1" "BITUTHENE" 
LIQUID MEMB. FILLET

GROUT 

SEAL BASE OF PIPE 
& PERIMETER OF 
PATCH W/ 
"PREPRUFE" TAPE

WATER STOP

"PREPRUFE" 
PRE-APPLIED 
WP. MEMB.

CONC. 
FND. WALL 
OR SLAB

MFR. DETAIL PRE-034

NOTE: SEE SPEC. FOR RECOMMENDED LAPS

DRAINAGE 
MAT W.O.

MFR.

PER

PIPE

"BITUTHENE" 
LIQUID MEMB. 
FILLET

WATER STOP

"BITUTHENE" 
POST-APPLIED 
WP. MEMB.CONC. 

FND. WALL 

2 1/2" TYP.

1"

3/16" MIN. THK.

MFR.

PER

MFR. DETAIL BIT-016

PIPE

"STEGO WRAP" 
DETAIL PATCH, CUT 
"X" TIGHT TO SIZE 
OF PENETRATION

SEAL BASE OF PIPE 
& PERIMETER OF 
PATCH W/ "STEGO 
TAPE" 

"STEGO 
WRAP" 
VAPOR 
BARRIER

CONC. 
FND. WALL 
OR SLAB

MFR. DETAIL FOR LARGE VOID 

DRAINAGE 
MAT W.O.

6"
 M

IN
. L

A
P

"STEGO" MASTIC 
O/ TAPE

NOTE: FOR VOIDS TIGHT TO PENETRANT, PATCH MAY BE OMITTED

TY
P

.

V
O

ID

HOT FLUID APPLIED W.P.

SPLIT TOPPING SLAB, 
SLOPED TO DRAIN

DRAIN MAT W/ 
FILTER FABRIC

VAPOR BARRIER, 
LAP SEAMS 6" MIN. 
& TAPE, TYP.

"CLAW CRETE" TAPE @ 
PERIMETER EDGE OF 
SLAB, INSTALL PER 
MANUF. REQ.

"HYDRODUCT 220" 
DRAINAGE MAT

POST-APPLIED 
"BITUTHENE" WP. MEMB.

"PREPRUFE DETAIL 
TAPE" AS REQD. 
PER MFR. FOR 
ATTACHMENT

STRUCT CONC. SLAB, 
S.S.D.

STRUCT. CONC. WALL, 
S.S.D.

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE

A
N
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I 
fu

ll 
b
le

e
d
 D
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2
.0

0
 x
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4
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0
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n
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A821.1

FOUNDATION &
SUBGRADE WP. DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
1

HYDRODUCT WP. @ FND.
3" = 1'-0"

4
TYP. FND. WP. @ PERF. PIPE

3" = 1'-0"
7

WP. @ CONC. KEY

6" = 1'-0"
3

TYP. PREPRUFE PENETRATION
6" = 1'-0"

6
TYP. BITUTHENE PENETRATN.

6" = 1'-0"
9

TYP. STEGO PENETRATION

3" = 1'-0"
10

WP. @ SLAB TRANSITION

M
A

RK T. JENS

E
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"HYDRODUCT 220" 
DRAINAGE MAT

POST-APPLIED 
"BITUTHENE" WP. MEMB.

TAPE SEAMS AS 
REQD. PER MFR.

"STEGO" VAPOR BARRIER
- UPTURN TO T.O. SLAB
- LAP SEAMS 6" MIN. & 
TAPE, TYP.

BASE COURSE & 
SUBGRADE PER 
GEOTECH.

BENTONITE 
WATERSTOP 
@ COLD JT., 
TYP.

"CLAW CRETE" TAPE @ 
PERIMETER EDGE OF 
SLAB, INSTALL PER 
MANUF. REQ.

LA
P

 P
E

R
 

M
A

N
U

F
. R

E
Q

.

GEOFOAM FILL, 
S.S.D.

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE
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b
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e
d
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2
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A822.1

FOUNDATION &
SUBGRADE WP. DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
1

FND. W.P. @ GEOFOAM FILL

M
A

RK T. JENS

E
N

No. C21410

R
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8

A841.1

1'
 - 

2 
3/

8"
 V

.I.
F.

1'
 - 

5"
 V

.I.
F.

(N) BRACING AS 
REQD., S.S.D.

COMP. SHINGLE 
ROOF BELOW

NONFUNCTIONAL, 
RESTORED HISTORIC 
CHIMNEY, S.H.A.D.

V.I.F.
3/8" TYP.

ROOFING O/ 
CRICKET

SLOPE

SLO
PE

SLOPE

4" MIN., TYP.

LINE OF FLASH. 
BELOW, PROVIDE 
STEP FLASH. & 
COUNTERFLASH. 
@ EA. SHINGLE 
COURSE PER 
MFR.

1' - 6" V.I.F.

EDGE OF ROOF BLW.

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE

A
N

S
I 
fu

ll 
b
le

e
d
 D
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2
2
.0

0
 x

 3
4
.0

0
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n
c
h
e
s
)

A831.1

ENCLOSURE DETAILS -
PLAN

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
4

BRICK CHIMNEY PLAN

M
A

RK T. JENS

E
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No. C21410
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SEE SLAB PLAN FOR DIMS.

CONC. CURB

O.H. DOOR ARM

EXTRUDED ALUM. 
Z ANGLE, TYP. @ 
ENDS

1/8" THK. PERF. MTL. 
PANEL

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-
FACED WASHER, TYP.
MAX 12" O.C.

ALUM. STOREFRONT 
WINDOW

4" ALUM. ANGLE

1/8" THK. ALUM. 
PERF. MTL. PANEL

CONNECTION POINT OF 
O.H. DOOR JAMB TO 
HSS COL., 3/8" WELD

HSS COL., S.S.D.

O.H. DOOR 
COUNTERWEIGHT

O.H. DOOR 

INTERIOREXTERIOR

3/8" STL. PLATE, 
WELD TO HSS

O.H. DOOR CABLES

2X2 ALUM. TUBE

CONCEALED HSS BASE 
PLATE IN RECESSED 
SLAB, S.S.D.

A
LI

G
N

1/8" THK. ALUM. 
PERF. MTL. PANEL S.S.D. FOR COL. DIMS.

INTERIOR

SEE FDN. PLAN FOR DIMS.

CONC. CURB BELOW

1/8" THK. ALUM. 
PERF. MTL. PANEL

PLYWOOD SHTG.

S.A. W.R.B., WRAP 
IN @ STOREFRONT 
JAMB

MINERAL BD. INSUL.

ALUM. STOREFRONT 
WINDOW

EXTERIOR

3" DOWNSPOUT, W.O.

EXTRUDED ALUM. 
HAT CHANNEL

4" ALUM. TEE BATTEN 

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-
FACED WASHER, TYP.
MAX 12" O.C.

CONCEALED BASEPLATE 
IN RECESSED SLAB 
(BELOW)

VARIES, SEE ELEV.

SEALANT & BACKER 
ROD

S
E

E
 F

D
N

. P
LA

N
 F

O
R

 D
IM

S
.

C
O

N
C

. C
U

R
B

 B
E

LO
W

HSS COL. & 
BASEPLATE, S.S.D.

2"
2"

EXTRUDED ALUM. 
HAT CHANNEL

4" ALUM. TEE 
BATTEN 

1/8" THK. ALUM. 
PERF. MTL. PANEL

S.S.D FOR COL. DIMS.

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-
FACED WASHER, TYP.
MAX 12" O.C.

V
A

R
IE

S
, S

E
E

 E
LE

V
.

EXTERIOR INTERIOR

SEE FDN. PLAN FOR DIMS.

CONC. CURB

S
E

E
 S

L A
B

 P
LA

N
 F

O
R

 D
IM

S
.

C
O

N
C

. C
U

R
B

1/8" THK. ALUM. 
PERF. MTL. PANEL

CONCEALED 
BASEPLATE IN 
RECESSED SLAB

2"

2"

VARIES, SEE ELEV.

SEE SLAB PLAN FOR DIMS.

CONC. CURB

O.H. DOOR ARM

1/8" THK. ALUM. 
PERF. MTL. PANEL

4" ALUM. ANGLE

1/8" THK. ALUM. 
PERF. MTL. PANEL

CONNECTION POINT OF 
O.H. DOOR JAMB TO 
HSS COL., 3/8" WELD

HSS COL., S.S.D.

O.H. DOOR 
COUNTERWEIGHT

O.H. DOOR FRAME

O.H. DOOR CABLES

EXTERIOR INTERIOR

CONCEALED BASE 
PLATE IN RECESSED 
SLAB, S.S.D.

EXTRUDED ALUM. 
Z ANGLE, TYP. @ 
ENDS

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-
FACED WASHER, TYP.
MAX 12" O.C.

2X2 ALUM. TUBE

A
LI

G
N

S
E

E
 F

D
N

. P
LA

N
 F

O
R

 D
IM

S
.

C
O

N
C

. C
U

R
B

 B
E

LO
W

REVEAL
1/4"

1/8" THK. ALUM. 
PERF. MTL. PANEL

1/2" PLYWOOD 
SHTG.

S.A. W.R.B.

MINERAL BD. INSUL.
EXTRUDED ALUM. 
HAT CHANNEL

4" ALUM. TEE BATTEN 

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-
FACED WASHER, TYP.
MAX 12" O.C.

3/4" PLYWOOD 
WALL FINISH 

REVEAL
1/4"

3/8"
1/8"1/8"

4"
2"

4"

TYP.

4"CL CL 1/2" TYP.

2"
 T

Y
P

.

BOARD FORMED CONC. WALL, 
S.S.D. FOR THICKNESS
- FORM W/ ROUGH SAWN LUMBER
- VERTICAL ORIENTATION
- CAULK JOINTS

S.S. BAR GRATE, TYP.

1/4" S.S. PLATE FRAME @ HEAD, 
SILL, AND BOTH SIDES OF OPENING

1/2" TYP.6 3/4" TYP.

INTERIOR

EXTERIOR

SMOOTH FINISH @ INTERIOR 
EXPOSED CONC. WALLS, TYP.

SLOPING STEEL PLATE SILL 
(BELOW), SEE ELEVATIONS

1/
2"

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE

A
N

S
I 
fu

ll 
b
le

e
d
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2
2
.0

0
 x
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4
.0

0
 i
n
c
h
e
s
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A832.1

ENCLOSURE DETAILS -
PLAN

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
4

O.H. DR. JAMB + STOREFRONT (ENCLOSED)

3" = 1'-0"
3

TYP. CORNER @ COLUMN (ENCLOSED)
3" = 1'-0"

1
TYP. CORNER @ COLUMN (OPEN AIR)

3" = 1'-0"
2

O.H. DOOR JAMB (OPEN AIR)

3" = 1'-0"
5

TYP. PLYWOOD WALL @ COLUMN

3" = 1'-0"
6

BAR GRATING @ CONC. WALL

M
A
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CONC. WALL
S.S.D.

HM DOOR FRAME 
& DOOR

HSS COLUMN, S.S.D.

ALUM. L-ANGLE, 
TYP. @ PERF. WALL 
END CONDITIONS

A1 C2

GEOFOAM 
CLOSURE 
PLATE, 
S.L.D.

A
LI

G
N

CEMENT BD. 
CLADDING W/ 
CTRSK. FASTEN., 
PTD. TO MATCH

DECAY RESISTANT 
BLKG. AS REQ. @ 
CORNER

S.A. W.R.B., WRAP 
IN AT JAMB

HSS BASE PLATE, 
S.S.D.

HSS HEADER 
(BELOW), S.S.D.

CONC. WALL 
(BELOW)

ALUM. STOREFRONT 
WDW. SYSTEM

DECAY RESISTANT 
BLKG. AS REQ. @ 
CORNER

HSS COLUMN, S.S.D.

ALUM. L-ANGLE, 
TYP. @ PERF. WALL 
END CONDITIONS

C5

C2

CEMENT BD. CLADDING 
W/ CTRSK. FASTEN., 
PTD. TO MATCH

S.A. W.R.B., WRAP 
IN AT JAMB

A
LI

G
N

DECAY 
RESISTANT 
BLKG. AS REQ. 
@ CORNER

1/4"

ALIGN

DECAY RESISTANT BLOCKING 
@ CORNER AS REQ.

T&G VERT. WOOD 
SIDING, CLEAR SEAL, 
BLIND FASTENED

C3

FIBER CEMENT PANEL SIDING

COUNTERSUNK FASTENER 
AND Z-GIRT FURRING

C1 C4
VARIES, SEE PLANS

STRUCT. FRAMING, S.S.D.

MIN. 20 GA HORIZ. 
MTL. Z-GIRT FURRING

C3

C3

BLIND FASTENER, TYP.

DRAINAGE MAT

AIR AND WATER 
BARRIER

1/2"  PLYWOOD, S.S.D. 

CONT. EXT. INSUL., 
R-8 MIN.

4" MTL. STUD FRM.

ALIGN

GALV. H.S.S. COLUMN, PTD., S.S.D.

SECTIONAL GARAGE DR.

HM DOOR FRAME & DOOR

CEMENT BD. CLADDING W/ COUNTERSUNK 
FASTENERS, PTD. TO MATCH
MTD. ON Z-GIRTS

S.A. W.P.M., WRAP IN @ DOOR JAMB

SEALANT + BACKER ROD

NO. DATE DESCRIPTION

REVISIONS:
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DATE
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ENCLOSURE DETAILS -
PLAN

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
7

C2 / A4 WALL CORNER @ DOOR

3" = 1'-0"
8

CORNER CONDITION @ HEADER
3" = 1'-0"

2
JOINT @ PERF / CEMENT BOARD / WD WALLS

3" = 1'-0"
1

TYP. CORNER AT T&G WD. SIDING
3" = 1'-0"

4
WALL INFILL @ SECTIONAL GARAGE DOOR
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COTTAGE - FIRST
FLOOR
34' - 0"

C1

EXT. F.O.
(E) WALL

(N) SIDEWALK 
SLOPED TO 
CURB

(E) REDWD. 
HEARTWOOD 
SIDING, S.H.A.D., OR 
(N) AS REQD. WITHIN 
2" OF CONC.

1 3/4" TO F.O. CONC.

(E) RESTORED 
HISTORIC SIDING, 
S.H.A.D. PER PLAN

WALL TYPE

3/4" SEAT G.S.M. 
"Z" FLASH., PTD.

FDN. DRAINAGE 
MAT, WRAP FILTER 
FABRIC O/ EXP. END

FDN. WP., TERMINATE 
PER MFR. @ T.O. CURB

LAP WR.B. O/ 
FASTENER & 
FLASH.

1"
 T

O
 T

.O
. C

O
N

C
.

CONC. STEM WALL, S.S.D.

6"4"
 M

IN
. L

A
P

M
A

X
.

1"

COTTAGE - FIRST
FLOOR
34' - 0"

CC

EXT. F.O.
(E) WALL

(E) RESTORED HISTORIC 
SIDING, S.H.A.D.

FIRST FLR. SELF-
ADHERED WR.B. TO B.O. 
FRAMING, LAP O/ 
BASEMENT WR.B.

O
R

 P
E

R
 M

FR
.

3"
 M

IN
. O

V
E

R
LA

P

(E) 1" STACKED TIMBER 
FRAMING, REPAIR OR 
REPLACE AS REQD., FILL 
GAPS > 7/8" OR PER 
WR.B. MFR., S.H.A.D.

BASEMENT SELF-
ADHERED WR.B.

P.T. OR COMP. FURRING STRIP 
BEYOND, MATCH DEPTH OF (E) 
SHTG. ABV.

C
LR

.

1"

1/
4"

 O
V

E
R

H
A

N
G

(E) REDWD. HEARTWOOD 
SIDING, S.H.A.D., OR (N) AS 
REQD. WITHIN 6" FROM GR.

SILL SEALER

V
A

R
IE

S
 (6

" M
IN

.)

DRAINABLE RODENT BARRIER, 
PERF. G.S.M. ANGLE OR COMP. 
RAINSCREEN BD.

S.S. COVER STRIP, PTD.

1" LIQUID WP. MEMB. 
FILLET

"HYDRODUCT 220" 
DRAINAGE MAT

POST-APPLIED 
"BITUTHENE" WP. 
MEMB.

4"
 M

IN
. L

A
P

WALL TYPE B2

A
LI

G
N

3"

SLOPE TOPSIDE OF 
HORIZ. CONC. 
SURFACE

6"

1/8" / 12"

WALL TYPE A2

WALL TYPE A1

2" CLR.

FILL GAP W/ NON-
COMBUSTIBLE 
INSUL. 

MECH. ATTIC

NON-FUNCTIONAL, 
RESTORED 
HISTORIC CHIMNEY 
W/ (N) BRACING, 
S.S.D. & S.H.A.D.

T.
O

. C
R

IC
K

E
T

5"
 T

O

(E) OR (N) FR. AS 
REQD., V.I.F.

4"
 M

IN
. L

A
P

C
LR

.
1"

 M
IN

.

1 1/2" MIN.

G.S.M. COUNTER 
FLASH., PTD.,  
SPRINGLOCK IN 
REGLET 

COMPATIBLE 
SEALANT O/ 
BACKER ROD 

ROOFING O/ 
G.S.M. CRICKET 
FLASH., 
INSTALL RIDGE 
& VALLEY PER 
MFR.

LINE OF SLOPED 
ROOF BEHIND

MFR.PER

1 1/2" MIN.

G.S.M. COUNTER 
FLASH., PTD.,  
SPRINGLOCK IN 
REGLET 

COMPATIBLE 
SEALANT O/ 
BACKER ROD 

4"
 M

IN
. L

A
PG.S.M. 

APRON 
FLASH., 
PTD. 

1"
 L

A
P

CUSTOM S.S. 
CHIMNEY CAP, 
SINGLE PIECE W/ 
INTEGRAL DRIP 
EDGE, PTD.

CONT. CLEAT

EXT. GR. 
PLYWD. SHTG.

8" Ø S.S. 
DECORATIVE FLUE, 2' 
TALL & CAPPED, PTD. 

(N) BRICK TO 
RESTORE HGT. 3 
COURSES ABV. 
GABLE PEAK, 
S.H.A.D.

COTTAGE - FIRST
FLOOR
34' - 0"

CC

EXT. F.O.
(E) WALL

O
R

 P
E

R
 M

FR
.

3"
 M

IN
. O

V
E

R
LA

P

WALL TYPE B2

WALL TYPE A2

A
LI

G
N

(E) RESTORED HISTORIC 
SIDING, S.H.A.D.

FIRST FLR. SELF-ADHERED 
WR.B. TO B.O. FRAMING, LAP 
O/ BASEMENT WR.B.

(E) 1" STACKED TIMBER 
FRAMING, REPAIR OR PLACE 
AS REQD., FILL GAPS > 7/8" 
OR PER WR.B. MFR., S.H.A.D.

BASEMENT SELF-ADHERED 
WR.B. 

O
R

 P
E

R
 M

FR
.

3"
 M

IN
. O

V
E

R
LA

P

A
LI

G
N

SELF-ADHERED WR.B., LAP 
O/ LAYER BELOW

SELF-ADHERED WR.B. O/ 
CONC., CONT. TO TIE-IN W/ 
SUBGRADE WP. BELOW

(2) LAYERS EXT. GR. PLYWD. -
MATCH DEPTH OF (E) SHTG. 
ABV.

SILL SEALER

W/ FURRED INT. GYP.

WALL TYPE B3

REQD.

FURR AS

18
" M

IN
. E

M
B

E
D

 @
 H

D
 (S

.S
.D

.)

9"
 M

IN
. E

M
B

E
D

 @
 S

IL
L 

(S
.S

.D
.)

32' - 0"

(6" MIN. ABV. GR.)

8" STEM WALL, S.S.D.

ANCHOR BOLT, 
S.S.D.

HOLD DOWN 
BEHIND

3x6 SILL PL., 
S.S.D.

S.S.D.
3/4" CLR.

S.S.D.
1 1/2" CLR.

REBAR, S.S.D.

6"
 C

LR
. M

IN
.

PLANTING 
AREA, S.L.D.

(E) DR. OR FR., 
S.H.A.D.

(N) P.T. WD. OR 
COMP. FURRING 
STRIPS

S.S. HEAD 
FLASH., PTD., 
SEAT AS REQD. 
TO COVER (E) 
TRIM BLW. 3"

 M
IN

.

VAPOR-
PERMEABLE, SA. 
WR.B., LAP O/ 
HEAD FLASH.

(E) WD. SIDING, 
S.H.A.D.

S.S. FLASH., 
PTD. 4"

 M
IN

. L
A

P

VAPOR-
PERMEABLE, SA. 
WR.B., LAP O/ 
SS. FLASH.

POST-
APPLIED 
"BITUTHENE" 
WP. MEMB.

A841.1

2 SIM. OPP.
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ENCLOSURE DETAILS -
SECTION

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
1

WEST FACADE BASE DETAIL

3" = 1'-0"
2

WALL B2/A2/A1 SECTION
3" = 1'-0"

8
CHIMNEY SECTION

3" = 1'-0"
5

WALL B2/B3/A2 SECTION
3" = 1'-0"

11
FLASH. @ DR. CLADDING M

A
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4"

2' - 
0" T

YP., S
.S.D.

HORIZ. LIFELINE 
TROLLEY

HORIZ. LIFELINE RAIL, FASTEN 
@ ALTERNATING BATTENS

6" ALUM. TEE BATTEN 
BEYOND, CUT END AT ANGLE

L-ANGLE BOLTED TO 
EACH SIDE OF BATTEN

1"

6"
 T

EE

PERF. MTL. ROOF PANEL

8" CHANNEL, S.S.D.

PERF. MTL. ROOF 
PANEL

ALUM. TEE BATTEN 
(BEYOND)

O.H. DOOR MOTOR, 
COUNTERWEIGHT, 
AND PULLEY 
(BEYOND)
MOTOR ROTATED 
SIDEWAYS

L-ANGLE, W.O., 
S.S.D

HSS BEAM, S.S.D

O.H. DOOR W/ 
PERF. MTL. 
SCREEN

EAVE STRUT

8" CHANNEL @ 
2' O.C., S.S.D.

STRUCT. FRAME 
(BEYOND), S.S.D.

A
LI

G
N

TEE BATTEN LEG

2X2 ALUM. TUBE

4 
1/

2"

LINEAR LIGHT FIXTURE 
MOUNTED ON SLOTTED 
S.S. ANGLE
(AT O.H. DOOR 
LOCATIONS ONLY)

ALIGN

CONC. CURB

STRUCT. 
FRAME 
(BEYOND), 
S.S.D.

8" CHANNEL, 
S.S.D.

INTERIOREXTERIOR TY
P

.

2 
1/

4" SEE SLAB PLANS

1/4" x 1.25" S.S. 
HEX HEAD 
SCREW W/ 
RUBBER-FACED 
WASHER, TYP. 6"

TEE BATTEN 
(BEYOND)

PERF. MTL. 
PANEL

2'
 - 

0"
 T

Y
P

., 
S

.S
.D

.

C1

LINEAR LIGHT 
FIXTURE 
MOUNTED ON 
SLOTTED S.S. 
ANGLE

EXPANSION 
ANCHOR

TEE BATTEN 
LEG (BEYOND)

ALUM. HAT 
CHANNEL

2"2"

HSS STEEL 
TUBE, S.S.D.

O.H. DOOR 
MOTOR, AXLE, 
AND PULLEY; 
MOTOR TURNED 
SIDEWAYS

O.H. DOOR W/ 
PERF. MTL. 
SCREEN 

8" CHANNEL, 
S.S.D.

PERF. MTL ROOF 
PANEL W/ TEE 
BATTEN

ALIGN

STRUCT. FRAME, 
S.S.D.

A
LI

G
N

2X2 ALUM. TUBE
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ENCLOSURE DETAILS -
SECTION

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
5

RIDGE @ PERF. PANEL (OPEN AIR)

3" = 1'-0"
1

EAVE @ O.H. DOOR (F.P. SOUTH)
3" = 1'-0"

4
CURB @ PERF. PANEL (OPEN AIR)

3" = 1'-0"
7

O.H. DOOR HEAD (F.P. WEST)

M
A

RK T. JENS

E
N

No. C21410

R

e
n . 3 3- 1 -2

3

ARCHITE
C

T

L
IC

ENSED

S
T

A
TE

OF CALIFO
R

N
IA

01 12/18/2020 PERMIT SUBMITTAL



STRUCT. 
FRAMING 
(BEYOND) 1X8 T&G VERT. 

WD. SIDING, 
BLIND FASTENED

A872.1

7
SIM.

ROOF STRUCT. 
FRAMING 
(BEYOND)

1X8 T&G WD. SIDING, BLIND FASTEN, TYP.

LINEAR COVE LIGHT, SEE LIGHTING DRAWINGS

S.A. W.R.B.

1/2"  PLYWOOD, S.S.D. 

CONT. EXT. INSUL., R-8 MIN., 
EXTEND TO BOTTOM OF ROOF DECK

ALIGN SEAL EXPOSED END 
GRAIN W/ NON-
POROUS WOOD 
SEALANT, TYP.

SHT. MTL.  FLASHING

ROOF FRAMING, S.S.D.

S.A. FLASHING

S.A. W.R.B., LAP O/ 
SHT. MTL. FLASH. & 
S.A. FLASH.

DRAIN MAT

C3

1X8 T&G VERT. WD.  
SIDING, BLIND 
FASTENED

CONT. EXT. INSUL., 
R-8 MIN.

MTL. Z-GIRT 
FURRING

1/2"SOFFIT FRAMING AS REQ.

Z-CHANNEL SUPPORT FOR WD.CLADDING 

S.A. W.R.B., LAP 
UNDER SHEET 
ABOVE AND WRAP IN 
@ SOFFIT

EXTERIOR

A853.1

11

A861.1

10
SIM

ROLLING DOOR 
HOOD

ROLLING DOOR 
TRACK

UL CLASSIFIED INSULATED 
FIRE-RATED ROLLING DOOR

DOOR BOTTOM W/ SMOKE 
SEAL AND RODENT 
EXCLUDER ASTRALGAL

9'-5"

OVERALL OPENING

8'-0"

DOOR OPENING

C4

DOOR GUIDES MOUNTED 
BETWEEN JAMBS

LINEAR DRAIN

S.S. FLASHING, 
EXTEND OVER 
ROLLING DOOR HOOD

EXTERIOR INTERIOR

CONTINOUS SEALANT BEAD

WHITE OAK EDGE GRAIN 
SERVICE COUNTER, SEAL 
W/ PENETRATING SEALER

EXTERIORINTERIOR

SLIDING WINDOW SYSTEM

1 
1/

2"

1' - 0"

A854.1

10

FRONT MOUNTING GALV. 
STEEL. COUNTERTOP 
BRACKET, PTD.
- FASTEN @ STUDS
- BEVELED END 
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ENCLOSURE DETAILS -
SECTION

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
3

T.O. WD WALL @ MECH. ROOF

3" = 1'-0"
5

WOOD SOFFIT

3" = 1'-0"
7

RATED ROLL UP DOOR
3" = 1'-0"

4
SECTION - PICKUP COUNTER
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EAVE STRUT

CONCEALED 
BOX GUTTER

STRUCT. 
FRAME, 
S.S.D.

ROOFING 
PROTECTION BOARD

INTERMITTENT STEEL 
HAT CHANNEL SUPPORT

PERF. MTL. ROOF PANEL 

PERF. MTL. 
WALL PANEL

TEE BATTEN (BEYOND)

A873.1

4

R3

C2

2" 2"

TEE BATTEN 
(BEYOND)

2"

J-MOLD TRIM 

STRUC. 
FRAME 
(BEYOND), 
S.S.D.

INTERIOREXTERIOR TY
P

.

2 
1/

4" SEE FDN. PLANS

2"

W.P.M., LAP 
O/ FLASH. @ 
B.O. WALL

SHT. MTL. 
FLASHING IN 
SEAL. BED

1/4" x 1.25" 
S.S. HEX 
HEAD SCREW 
W/ RUBBER-
FACED 
WASHER, TYP.

6"

6"

ALIGN 
PLYWD. W/ 
INSIDE FACE 
OF FLANGE

CONC. CURB

TEE BATTEN 
(BEYOND)

C2

PERF. MTL. 
PANEL

2"2"

LINEAR LIGHT 
FIXTURE 
MOUNTED ON 
SLOTTED S.S. 
ANGLE

R3 R3

A873.1

2

HSS BEAM, 
S.S.D.

STRUCT. 
COL. 
(BEYOND), 
S.S.D.

.19" THK. 
PERF. MTL. 
ROOF PANEL 

R3

STEEL WIDE 
FLANGE BEAM, 
S.S.D.

STORE 
FRONT 
WINDOW

TEE 
BATTEN 
(BEYOND)

O.H. DOOR 
W/ PERF. 
MTL. 
SCREEN

SILL PAN 
FLASHING

CONTIN. 
SEALANT 
BEAD

A873.1

1

A873.1

6

O.H. DOOR MOTOR, 
COUNTERWEIGHT, 
AND PULLEY 
(BEYOND)

REVEAL
1/4"

2"

3/8" STEEL 
PLATE, 
WELDED TO 
HSS

3/4" PLYWD. 

GALV. HSS 
BEAM, S.S.D.

6" Z GIRT 
RUNNER 

2"

2x2 ALUM. 
TUBE

TEE 
BATTEN 
(BEYOND)

LINEAR 
LIGHT 
FIXTURE 
MTD. ON 
SLOTTED 
S.S. ANGLE
(O.H. DR. 
LOCATIONS 
ONLY)
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STANDING SEAM MTL. ROOF

STAND-OFF CLIP 
(BY MTL. ROOF MANUF., 
SPACING PER MANUF. REQ.)

GUARD LAYER 
(BY MTL. ROOF MANUF.)

HORIZ. LIFELINE FALL 
PROTECTION RAIL 
SYSTEM, FASTEN @ 

INTERIOR EXTERIOR

A874.1

3

ALTERNATING 
STANDING SEAM 
BATTENS

C5

2" CONT. RIGID 
INSUL. R-8 MIN. 

STANDING SEAM 
METAL ROOF

STAND-OFF CLIP 
(BY MTL. ROOF MANUF., 
SPACING PER MANUF. REQ.)

WALL TYPE C2

GUARD LAYER 
(BY MTL. ROOF MANUF.)

TEE BATTEN 
(BEYOND)

6" MAX.

PERF. MTL. 
WALL PANEL

1/
4"

4"
 M

IN
.

INTERIOREXTERIOR

SUSPENDED 
A.C.T. CLG., W.O.

A874.1

2

ALIGN

STRUCT. 
FRAMING, S.S.D.

A854.1

2

A854.1

3

ALUM. 
STOREFRONT 
WDW. SYSTEM

STOREFRONT CLERESTORY WINDOW

GALVANIZED STEEL HSS HEADER 
BEAM, PTD. S.S.D.

WALL ANGLE FOR GARAGE 
DOOR TRACK MOUNT (BEYOND)

HIGH LIFT GARAGE DOOR 
TRACK (BEYOND)

INSULATED SECTIONAL 
STEEL GARAGE DOOR 

LINE OF WALL BEYOND

INTERIOREXTERIOR

S.S. SILL PAN, SET IN FULL 
SEALANT BED

STOREFRONT CLERESTORY WINDOW, 
SHIM AS REQ.

GALVANIZED WIDE FLANGE STEEL 
BEAM, PTD., S.S.D.

STANDING SEAM ROOF 
PANEL, TYP.

CONTINUOUS SEALANT BEAD 
(OUTSIDE AND INSIDE)

A874.1

7

A874.1

1

INTERIOREXTERIOR

EXPOSED CORRUGATED MTL. 
DECKING, PTD.

INSULATED CLOSURE STRIP @ 
METL. DECKING

INTERIOR EXTERIOR

W.P.M. 
- LAP O/ S.S. 
FLASHING 
- LAP O/ S.A. 
FLASHING

A1 W.P.M.

DRAIN MAT

LA
P

 P
E

R
 

M
A

N
U

F.
 R

E
Q

S
.

S.A. FLASHING, 
LAP O/ W.P.M.

S.S. SHT. MTL. 
FLASHING

LA
P

 P
E

R
M

A
N

U
F.

 R
E

Q
.

GEOFOAM FILL, 
S.S.D.

C5

S.A. FLASHING, 
WRAP IN @ T.O. 
CONC.
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FOR OFFICIAL USE

A
N

S
I 
fu

ll 
b
le

e
d
 D

 (
2
2
.0

0
 x

 3
4
.0

0
 i
n
c
h
e
s
)

A845.1

ENCLOSURE DETAILS -
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7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
2

RIDGE DETAIL @ STANDING SEAM ROOF

3" = 1'-0"
4

EAVE DETAIL @ STANDING SEAM ROOF
3" = 1'-0"

7
DETAIL @ GARAGE DOOR HEAD

3" = 1'-0"
9

CLERESTORY HEAD @ NORTH WALL

3" = 1'-0"
1

TRANSITION DETAIL @ STACKED WALL
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(E) WD. 
SIDING 
S.H.A.D.

HISTORIC WDW., 
S.H.A.D.

VAPOR-
PERMEABLE, 
SA. WR.B.

S.S. FLASH., 
PTD.

SA. FLASH.

LIQUID FLASH. 
FULL DEPTH 
OF R.O.

P
E

R
 M

FR
. R

E
C

O
M

M
E

N
D

A
TI

O
N

S
M

FR
.

P
E

R

PER MFR.

SEALANT O/ 
BACKER ROD, 
TYP. E.S.

FILL SHIM 
SPACE W/ INSUL.

EXTENDED 
FR. AS REQD., 
S.H.A.D.

(E) DECORATIVE 
WD. W.O., 
S.H.A.D.

2"
 M

IN
.

PER MFR.

HISTORIC WDW., 
S.H.A.D.

VAPOR-
PERMEABLE, 
SA. WR.B.

SA. FLASH., LAP 
O/ WR.B. PER 
MFR.

LIQUID 
FLASH. 
FULL 
DEPTH OF 
R.O.

SEALANT O/ 
BACKER ROD

FILL SHIM 
SPACE W/ 
INSUL.

1 3/4" MAX. SASH THK.

M
FR

.

P
E

R SHIM AS 
REQD.

EXTENDED 
SILL AS 
REQD., 
S.H.A.D.

VAPOR-PERMEABLE, 
SA. WR.B.

WD. NAILER AS 
REQD.

LIQUID FLASH. FULL 
DEPTH OF R.O.

1"X2" GALV. STL. "L" 
ANGLE, PTD.

1/4" GALV. 
STL. PL., 
WELD TO 
ANGLE, PT.

SEALANT

1/2" MUD-IN 
"Z" REVEAL

SEALANT O/ 
BACKER ROD, 
TYP. E.S. OF 
INSUL.

WD. FR., ALIGN 
F.O. FR. W/ F.O. 
WALL FIN.

P
E

R
 M

FR
. R

E
C

O
M

M
E

N
D

A
TI

O
N

S

M
FR

.

P
E

R

PER MFR.

WD. CASEMENT 
WDW.

SA. FLASH.

1/4"

HDR. AS REQD.

LIQUID FLASH. O/ 
FASTENER, TYP.

VAPOR-PERMEABLE, 
SA. WR.B.

WD. NAILER AS 
REQD.

LIQUID FLASH. FULL 
DEPTH OF R.O.

1"X2" GALV. STL. "L" 
ANGLE, PTD.

1/4" GALV. 
STL. PL., 
WELD TO 
ANGLE, PT.

SEALANT

SA. FLASH., LAP O/ 
WR.B.

1/4"ACCESSIBLE 
HANDLE @ 
SILL FOR 
OPNG. & 
LOCKING 
WDW.

P
E

R
 M

FR
. R

E
C

O
M

M
E

N
D

A
TI

O
N

S

M
FR

.

P
E

R

PER MFR.

WD. CASEMENT 
WDW.

WD. FR., 
ALIGN F.O. 
FR. W/ F.O. 
WALL FIN.

SEALANT O/ 
BACKER ROD, 
TYP. E.S. OF 
SHIM

1/2" MUD-IN 
"Z" REVEAL

SILL FR. AS 
REQD.

1/4" GALV. STL. 
PL., WELD TO 
ANGLE, PT.

SEALANT

LIQUID 
FLASH. 
FULL DEPTH 
OF R.O. P

E
R

 M
FR

. R
E

C
O

M
M

E
N

D
A

TI
O

N
S

M
FR

.

P
E

R

SA. FLASH.

VAPOR-
PERMEABLE, 
SA. WR.B.

1"X2" GALV. 
STL. "L" 
ANGLE, PTD.

1/4"
4"

PER MFR.

OUTSWING DR. W/ 
CONCEALED CLOSER

SEALANT O/ 
BACKER ROD, TYP. 
E.S. OF INSUL.

1/2" MUD-IN "Z" 
REVEAL

1 
1/

4"

WD. 
NAILER AS 
REQD.

5/
8" WD. FR., ALIGN F.O. 

FR. W/ F.O. FIN. ABV.

INTERIOR

4"
 M

IN
. L

A
P

POST-APPLIED 
"BITUTHENE" 
WP. MEMB.

SA FLASH., LAP 
O/ WP. MEMB.

P.T. BLK., 
SLOPED 
1/4":12"

WD. DECKING, 
ALIGN W/ INT. 
FIN., S.L.D.

INT.

G.S.M. SILL 
PAN

ACCESSIBLE 1/2"H 
X 5"W SADDLE 
THRESHOLD

NON-CONT. 
COMP. SHIM

VINYL DR. SHOE

3/
8"

SEALANT O/ 
BACKER ROD

1/4"

CONC. STEM WALL, S.S.D.

(E) WD. FLR.

(N) RESIL. 
UNDERLAYMENT

V
.I.

F.

3/
4"

4"
 M

IN
. L

A
P

WD. DECKING, 
S.L.D., ALIGN 
W/ INT. FIN.

POST-
APPLIED 
"BITUTHENE" 
WP. MEMB.

SA. FLASH., 
LAP O/ WP. 
MEMB.

BLK. SLOPED 
1/4":12"

G.S.M. SILL 
PAN

NON-CONT. 
COMP. 
SHIMACCESSIBLE 1/2"H 

x 6"W SADDLE 
THRESHOLD

SEALANT O/ 
BACKER 
ROD

VINYL DR. SHOE

EXT.

1/4"

MAT FND., S.S.D.

WD. FLR.

CLR.
1/8"

1 1/2"

"HYDRODUCT 
220" DRAINAGE 
MAT

JAMB FR. AS REQD.

VAPOR-
PERMEABLE, SA. 
WR.B.

PER MFR. RECOMMENDATIONS

MFR.

PER P
E

R
 M

FR
.

SA. FLASH.

WD. 
NAILER 
AS REQD.

LIQUID FLASH. 
FULL DEPTH 
OF R.O.

1"X2" GALV. 
STL. "L" 
ANGLE, PTD.

1/4" GALV. STL. 
PL., WELD TO 
ANGLE, PT.

SEALANT

1/
4"

SEALANT O/ 
BACKER ROD, 
TYP. E.S. OF SHIM

1/2" MUD-IN "Z" 
REVEAL

WD. FR., ALIGN 
F.O. FR. W/ F.O. 
WALL FIN.

WD. 
CASEMENT 
WDW.

CONC. STEM 
WALL, S.S.D.

SIDEWALK 
SLOPED TO CURB, 
SEE CIVIL DWGS.

(E) WD. FLR.

(N) RESILIENT 
UNDERLAYMENT

V
.I.

F.

3/
4"

4"
 M

IN
. L

A
P

(E) WD. ADDRESS 
SIGNAGE & 
CLADDING, 
S.H.A.D.

HDR. AS 
REQD.

SA. FLASH.

SEALANT O/ 
BACKER ROD, 
TYP. E.S.

FILL SHIM 
SPACE W/ 
INSUL.

(E) INT. WD. 
CASING

V.I.F.

ALIGN
(N) WD. 
REPLICA 
DR. & FR.

(N) FIXED 
WD. WDW. 
& SUBSILL

(N) INT. WD. 
CASING, 
PTD., 
MATCH 
DEPTH OF 
DR. 
CASING

(N) WD. 
CLADDING, 
PTD.

EXTERIOR
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EXT. DR. & WDW. DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

6" = 1'-0"
2

HISTORIC WDW. HEAD

6" = 1'-0"
1

HISTORIC WDW. SILL

6" = 1'-0"
8

WDW. #10 HEAD

6" = 1'-0"
7

WDW. #10 SILL

6" = 1'-0"
12

DR. #2 HEAD

6" = 1'-0"
11

DR. #2 SILL

6" = 1'-0"
10

DR. #6 SILL

6" = 1'-0"
9

WDW. #10 JAMB

6" = 1'-0"
4

DR. #1 SILL

6" = 1'-0"
5

DR. #1 HEAD / WDW. #1 SILL M
A
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WD. SILL

SLOPE
WD. DECKING, 
S.L.D., ALIGN 
W/ INT. FIN.

NON-CONT. 
COMP. SHIM

G.S.M. SILL PAN

BLK. SLOPED 
1/4":12"

SA. FLASH., LAP 
O/ WP. MEMB.

4"
 M

IN
. L

A
P

POST-APPLIED 
"BITUTHENE" 
WP. MEMB.

1/4"

SEALANT O/ 
BACKER ROD

MAT FND., S.S.D.

1 1/2"

EXT. WD. CAP 
BEYOND

STOREFRONT 
BOTTOM RAIL, 
MATCH HGT. OF 
DR. BOTTOM RAIL

1 
1/

4"

HDR. AS REQD.

WALL TYPE PER PLAN

P
E

R
 M

FR
. R

E
C

O
M

M
E

N
D

A
TI

O
N

S

VAPOR-PERMEABLE, 
SA. WRB.

SA. FLASH.

LIQUID FLASH. FULL 
DEPTH OF R.O.

1"X2" GALV. "L" 
ANGLE, PTD.

1/4" GALV. STL. PL., 
WELD TO ANGLE, PT.

P
E

R
 M

FR
.

W
D

. F
R

.
1 

1/
4"

PER MFR.

1/2" MUD-IN 
"Z" REVEAL

SEALANT O/ 
BACKER ROD, 
TYP. E.S.

WD. NAILER 
AS REQD.

NAILER 
AS REQD.

SIMPSON 
STRONG 
WALL 
PANEL 
W.O., S.S.D.

INSUL.

WD. SILL BLW., 
FULL WIDTH BTW. 
PL. & WD. CAPW

D
. F

R
.

1 
1/

4"

1/2" MUD-
IN "Z" 
REVEAL

SEALANT 
O/BACKER 
ROD, TYP. 
E.S. OF 
INSUL.

WALL TYPE PER PLAN

P
E

R
 M

FR
. R

E
C

O
M

M
E

N
D

A
TI

O
N

S

VAPOR-
PERMEABLE, 
SA. WR.B.

SA. FLASH.

P
E

R
 M

FR
.

LIQUID FLASH. 
FULL DEPTH OF 
R.O.

1"X2" GALV. "L" 
ANGLE, PTD.

1/4" GALV. STL. 
PL., WELD TO 
ANGLE, PT.

SEALANT
1/4"

4"

WD. NAILER AS 
REQD.

VAPOR-
PERMEABLE, 
SA. WR.B.

SA. FLASH.WD. NAILER 
AS REQD.

LIQUID FLASH., 
FULL DEPTH OF 
R.O.

1"X2" GALV. "L" 
ANGLE, PTD.

1/4" GALV. STL. 
PL., WELD TO 
ANGLE, PT.

4"

1/
4"

 S
E

A
LA

N
T

PER MFR. RECOMMENDATIONS

MFR.

PER

P
E

R
 M

FR
.

1/2" MUD-IN "Z" REVEAL

1 1/4"

THRESHOLD 
BLW. FULL 
WIDTH 
BETWEEN 
PL., SEE 
SECTION

SEALANT O/ BACKER 
ROD, TYP. E.S.

HINGE, 
PREP. DR. & 
FR. AS 
REQD.

5/8"

ALIGN

WELD HDR. PL. TO 
JAMB PL. & GRIND 
SMOOTH, PT.

WD. SIDING, S.H.A.D.

3/8" REVEAL, TYP.

1"X2" GALV. "L" ANGLE 
BEYOND, MITER @ 
CORNER, PT.

1/4" GALV. STL. PL., PTD.

EXTERIOR

EXT. WD. CAP

WD. SILL BLW.

1/
2"

 T
Y

P
.

INT. WD. 
CAP

TYP.
1/2"

P
E

R
 H

D
W

R
.

M
IN

. R
E

Q
D

.

1/
4"

HINGE W.O., 
PREP DR. & FR. 
AS REQD.

THRESHOLD 
BLW., SEE DR. 
SECTION

2'
 - 

8 
1/

8"(M
A

X
.)

34" DR. 
PANEL

1-3/8" FLANGE STUD 
TYP. @ HINGE JAMB

WALL A1 TILE 
FURRED WALL

3'
 - 

1"

(3
6"

 M
IN

.)

(2
' -

8"
 M

IN
.)

SEALANT O/ 
BACKER ROD

TH
K

.

1 
3/

8"
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PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422
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A852.1

EXT. DR. & WDW. DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

6" = 1'-0"
4

WD. STOREFRONT SILL

6" = 1'-0"
5

WD. STOREFRONT HEAD

6" = 1'-0"
3

WD. STOREFRONT JAMB

6" = 1'-0"
1

DR. #2 HINGE-SIDE JAMB

6" = 1'-0"
6

TYP. MTL. TRIM CORNER ELEV.

6" = 1'-0"
2

TYP. DR. JAMB @ SIDELITE

3" = 1'-0"
10

AMBULATORY STALL & DR. DETAIL
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ALUM. FRAME SWING 
DOOR SYSTEM - SHIM 
AS REQ'D.

A
LI

G
N

GSM HEAD 
FLASHING W/ 
DRIP EDGE, PTD.

BACKER ROD + 
SEALANT

SHEATHING

EXTERIOR 
CLADDING

W.P. MEMBRANE
- LAP O/ FLASHING
- LAP O/ GSM 
FLASHING

SELF-ADHERED
FLASHING. 
WRAP IN 
@ OPENING

HEADER 
FRAMING AS 
REQ'D., S.S.D 

FIN. PER ELEV.

J-CHANNEL 
TRIM, MUD AND 
TAPE SMOOTH 

EXTERIOR INTERIOR

H.M. DOOR DOOR JAMB 
(BEYOND)

H.M. DOOR

CONC. SLAB ON 
GRADE, S.S.D.

EXTERIOR INTERIOR

S.S. SADDLE 
THRESHOLD IN 
LIQUID SEALANT 
BED

SELF-ADHERED 
FLASHING

DOOR SHOE

DOOR JAMB 
(BEYOND)

ALUM. S.F. SWING DOOR, SHIM AS REQ'D.

S.A. FLASHING, 
WRAP-IN @ 
OPENING

W.P. MEMBRANE, LAP O/ 
SELF-ADHERED FLASHING

EXT. CLADDING, PER WALL TYPE 

BACKER ROD + 
SEALANT

SELF-ADHERED FLASHING, 
WRAP-IN @ OPENING

W.P. MEMBRANE, LAP O/ 
SELF-ADHERED FLASHING

EXT. CLADDING, SEE ELEV. 

BACKER ROD + SEALANT

INT. FINISH, SEE ELEV.

BACKER ROD + SEALANT

J-MOLD TRIM, MUD AND 
TAPE SMOOTH

INT. FIN, SEE ELEV.

BACKER ROD + SEALANT

J-MOLD TRIM, MUD AND TAPE SMOOTH

DOOR LEVER, SEE 
SCHED. & SPEC. FOR 
DETAILSEXTERIOR

INTERIOR

THRESHOLD (BELOW)

H.M. DOOR

CONC. SLAB 
ON GRADE, 

S.S.D.

S.S. SADDLE 
THRESHOLD IN 
LIQUID SEALANT 
BED

SELF-ADHERED 
FLASHING

EXTERIOR INTERIOR

DOOR JAMB 
(BEYOND)

DOOR SHOE W.O., 
SEE HARDWARE 
SCHED. 

H.M. DOOR 
FRAME, SHIM 
AS REQ'D.

A
LI

G
N

S.S. HEAD 
FLASHING W/ 
DRIP EDGE, PTD.

BACKER ROD + 
SEALANT

SHEATHING

CLADDING PER 
ELEV.

W.P. MEMBRANE
- LAP O/ FLASHING
- LAP O/ S.S. 
FLASHING

SELF-ADHERED
FLASHING. 
WRAP IN 
@ OPENING

HEADER 
FRAMING AS 
REQ'D., S.S.D 

INT. FIN. PER 
ELEV.

CLOSED CELL 
FOAM INSUL. @ 
CONDITIONED 
SPACES

EXTERIOR INTERIOR

H.M. DOOR 

S.A. FLASHING, 
WRAP-IN @ 
OPENING

W.P. MEMBRANE, LAP O/ 
SELF-ADHERED FLASHING

BACKER ROD + 
SEALANT

SELF-ADHERED FLASHING, 
WRAP-IN @ OPENING

W.P. MEMBRANE, LAP O/ 
SELF-ADHERED FLASHING

EXT. CLADDING, PER WALL TYPE

BACKER ROD + SEALANT

INT. FINISH, SEE ELEV.

INT. FIN, SEE ELEV.

DOOR LEVER, SEE 
SCHED. & SPEC. FOR 
DETAILSEXTERIOR

INTERIOR

THRESHOLD (BELOW)

H.M. DOOR FRAME, SHIM AS REQ'D.

CLOSED CELL FOAM INSUL. @ 
CONDITIONED SPACES

H.M. DOOR 

H.M. DOOR 
TRANSOM HEADER

A
LI

G
N

S.S HEAD 
FLASHING W/ 
DRIP EDGE, PTD.

BACKER ROD + 
SEALANT

SHEATHING

CLADDING PER 
ELEV.

W.P. MEMBRANE
- LAP O/ FLASHING
- LAP O/ S.S. 
FLASHING

SELF-ADHERED
FLASHING. 
WRAP IN 
@ OPENING

HEADER 
FRAMING AS 
REQ'D., S.S.D 

INT. FIN. PER 
ELEV.

CLOSED CELL 
FOAM INSUL. @ 
CONDITIONED 
SPACES

EXTERIOR INTERIOR

H.M. DOOR DOOR JAMB 
(BEYOND)

GLAZING HEADER

TRANSOM GLAZING, 
SEE DOOR SCHED. 

S.A. FLASHING, WRAP 
IN @ OPENING

W.P. MEMBRANE, LAP O/ 
SELF-ADHERED FLASHING

EXTERIOR

INTERIOR

ROLL UP DOOR 
FRAME W/ U.L. LISTED 
SMOKE SEAL

INTERIOR FINISH, WRAP IN 
@ JAMB OPENING

C4
OUTSIDE CORNER TRIM

DOOR OPENING 
DIMENSION

SEALANT BED

W.P.M., 
- LAP O/ S.A. FLASH.
- LAP O/ S.S. FLASH.

EXTERIOR INTERIORC4

S.A. FLASHING, 
WRAP IN @ 
OPENING

S.S. FLASHING, 
EXTEND OVER 
DOOR HOOD

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422
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A853.1

EXT. DR. & WDW. DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

6" = 1'-0"
8

TYP. ALUM. S.F. DOOR - HEAD

6" = 1'-0"
7

TYP. ALUM. S.F. DOOR - SILL

6" = 1'-0"
12

TYP. ALUM. S.F. SWING DOOR - JAMBS (PLAN DETAIL)

6" = 1'-0"
1

TYP. H.M. DOOR - SILL

6" = 1'-0"
2

TYP. H.M. DOOR - HEAD

6" = 1'-0"
6

TYP. H.M. SWING DOOR - JAMBS (PLAN DETAIL)

6" = 1'-0"
4

H.M. DOOR W/ TRANSOM - HEAD
6" = 1'-0"

10
RATED ROLL UP DOOR - JAMB

6" = 1'-0"
11

RATED ROLL UP DOOR - HEAD M
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SLIDING PANE

EXTERIOR INTERIOR

ALUM. FRAME 
FIXED WINDOW 

JAMB (BEYOND)

FIXED PANE

ALIGN

SLIDING PANE

S.A. FLASH., 
LAP O/ W.R.B. 
AND WRAP IN 
@ OPENING SILL FLASHING W/ 

DRIP EDGE, PTD., 
FULLY BED IN 
LIQUID SEALANT

BACKER ROD + SEALANT

SEE ELEV. 
FOR 
FINISH

SERVICE COUNTER, 
SEE DETAILS

EXTERIOR INTERIOR

FIXED PANE

S.A. W.R.B.

ALUM. FRAME
FIXED WINDOW, 
SHIM AS REQ'D.

CONC. CURB, 
S.S.D.

LIQUID SEALANT

SELF-ADHERED 
FLASHING

S.S. SILL PAN W/ 
DRIP EDGE,
FULLY BED IN 
LIQUID SEALANT

EXTERIOR INTERIOR

PERF MTL. 
CLADDING 
SYSTEM, W.O.

EXTERIOR INTERIOR

ALUM. FRAME FIXED WDW. SYSTEM, 
SHIM AS REQ'D.

S.A. W.P.M.
- LAP O/ S.A. FLASHING
- LAP O/ STL. ANGLE

S.A. FLASHING, WRAP 
IN @ OPENING

GALV. STL. PLATE, PTD.
WELDED TO CONT. 
ANGLE BRACKET

BACKER ROD + SEALANT

SEE INT. ELEV. 
FOR FINISH

1/
8"

 T
Y

P
. TYP.

1/8"

ALUM. FRAME
FIXED WINDOW, 
SHIM AS REQ'D.

S.A. FLASH., LAP 
O/ W.P.M.

SILL PAN W/ DRIP 
EDGE, FULLY BED IN 
LIQUID SEALANT

EXTERIOR INTERIOR

PERF MTL. 
CLADDING 
SYSTEM, W.O.

MINERAL BD. 
INSUL.

S.A. W.P.M

ALUM. FRAME 
FIXED WINDOW 
SYSTEM - SHIM 
AS REQ'D.

SHEATHING

EXT. CLADDING

W.P.M.
- LAP O/ S.A. FLASH.
- LAP O/ S.S. FLASH.

S.A. FLASHING, 
WRAP IN @ 
OPENING

S.S. HEAD 
FLASHING W/ DRIP 
EDGE, PTD.

BACKER ROD + 
SEALANT

EXTERIOR INTERIOR

CONTIN. EXT 
INSUL.

S.S. TRIM PLATE, PTD.

EXTERIOR INTERIOR

ALUM. FRAME FIXED WDW. 
HEAD, SHIM AS REQ'D.

S.A. W.P.M.
- LAP O/ S.A. FLASHING
- LAP O/ S.S. FLASHING

S.A. FLASHING, WRAP 
IN @ OPENING

S.S. HEAD FLASHING 
W/ DRIP EDGE, PTD.

BACKER ROD + SEALANT

WD. CLADDING

ALIGN

ALUM. FRAME WINDOW,
SHIM AS REQ'D. S.A. FLASH., 

LAP O/ W.R.B. & 
WRAP IN 
@ OPENING

S.S. SILL FLASHING W/ 
DRIP EDGE, PTD.
FULLY BED IN LIQUID 
SEALANT

BACKER ROD + SEALANT

SEE ELEV. 
FOR INT. 
WALL 
FINISH

EXTERIOR INTERIOR

ALIGN

S.A. W.R.B.

GALV. STL. PLATE, PTD.
WELDED TO CONT. 
ANGLE BRACKET

TYP.
1/8"

TY
P

.

1/
8"

EXTERIOR

INTERIOR

FIXED PANE

S.A. W.P.M.

S.A. FLASHING, LAP O/ W.P.M 
& WRAP IN @ OPENING, TYP.

SLIDING PANE

SILL (BELOW)

REMOVABLE SCREEN, W.O.

GALV. STL. PLATE, PTD.
WELDED TO CONT. ANGLE 
BRACKET

BACKER ROD + SEALANT, TYP.

1/8" TYP.1/
8"

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY
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GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
GUSTAFSON GUTHRIE NICHOL
PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
RECREATION AND PARKS DEPARTMENT
   30 VAN NESS AVENUE
   SAN FRANCISCO, CA 94102
   PH. 415-831-2700

THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE

A
N

S
I 
fu

ll 
b
le

e
d
 D

 (
2
2
.0

0
 x

 3
4
.0

0
 i
n
c
h
e
s
)

A854.1

EXT. DR. & WDW. DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

6" = 1'-0"
11

ALUM. SLIDING WDW. MULLION

6" = 1'-0"
10

ALUM. SLIDING WDW. - SILL
6" = 1'-0"

1
ALUM. WDW. - SILL @ CURB

6" = 1'-0"
5

ALUM. WDW. HEAD @ WD. WALL
6" = 1'-0"

2
ALUM. WDW. - SILL

6" = 1'-0"
3

ALUM. WDW. - HEAD
6" = 1'-0"

12
ALUM. SLIDING WDW. - HEAD

6" = 1'-0"
4

ALUM. WDW. SILL @ WD. WALL

6" = 1'-0"
9

ALUM. SLIDING WDW. - JAMBS @ WD. WALL (PLAN DETAIL)
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EXT.INT.

1-HR, UL DES U419

WALL TYPE C4

STL DUCT, 26 GA. 
MIN., MAX. 
100"X100", RIGIDLY 
SUPPORTED EA. 
SIDE

TYP. ANNULAR SPACE 
@ OPNG.

TYP. POINT OF CONTACT 
W/ OPNG.

OA LOUVER

APPROVED 
SEALANT, MIN. 
5/8" THK. FLUSH 
W/ WALL

APPROVED 
SEALANT, MIN. 
1/4" DIA. BEAD, 
TYP. EA. SIDE

GALV. STL. 
RETAINING ANGLES, 
MIN. 16 GA., FASTEN 
AS REQD.

M
A

X
.

2"

1"
 M

IN
.

MIN.

2"

1 HR FIRESTOP
UL SYSTEM W-L-7025

6"

6"

S.S. BAR GRATING

S.S. BREAK SHAPE 
GRATING SUPPORT

DRAIN W/ CLAMPING 
RING, W.O.

S.S. ANGLE SET 
IN CONC.

INTERIOREXTERIOR

1/4" / 12"

F3

5"

UNCURED 
NEOPRENE 
SET IN W.P. @ 
ALL CORNERS

LAP
2" MIN.

C3

S.S. L-METAL TRIM,
PROVIDE WEEP 
HOLES FOR DRAINAGE

CONC. CURB

S.A. MTL. FACED 
FLASHING, PTD.

SEAL ALL 
FASTENER 
PENETRATIONS

HOT-FLUID 
APPLIED W.P. 
UP FACE OF 
CURB

LA
P

2"
 M

IN
.

F2

LA
P

2"
 M

IN
.

9"
 T

O
TA

L 
TO

P
P

IN
G

 S
LA

B
 T

H
K

.

1/8" / 12"

UPPER TOPPING SLAB

LOWER TOPPING SLAB

STRUCTURAL SLAB

TOPPING SLAB 
IN T.I. SCOPE

3"
 M

IN
.

S.S. BAR 
GRATING

DRAIN W/ CLAMPING 
RING, W.O.

S.S. ANGLE SET 
IN CONC., TYP.

INTERIOREXTERIOR

1/4" / 12"

F3

UNCURED NEOPRENE 
SET IN W.P. @ ALL 
CORNERS

6"

1' - 0"

9"

4"

LAP
2" MIN.

GUARDRAIL

STRUCT. SLAB W/ 
UPTURNED EDGE, 
S.S.D.

1/8" / 12"

HOT FLUID-APPLIED W.P. 
UP FACE OF CURB

1/8" / 12"

LA
P

2"
 M

IN
.

GALV. STL. FLAT BAR 
BOT. PLATE & EMBED 
(BEYOND) 

6"

6"

S.S. BAR GRATING

S.S. BREAK SHAPE 
GRATING SUPPORT

DRAIN W/ CLAMPING 
RING, W.O.

S.S. ANGLE SET 
IN CONC.

INTERIOREXTERIOR

1/4" / 12"

F3

5"
UNCURED 
NEOPRENE 
SET IN W.P. @ 
ALL CORNERS

LAP
2" MIN.

C3

S.S. L-METAL TRIM,
PROVIDE WEEP 
HOLES FOR DRAINAGE

CONC. CURB

S.A. MTL. FACED 
FLASHING, PTD.

SEAL ALL 
FASTENER 
PENETRATIONS

HOT-FLUID 
APPLIED W.P. 
UP FACE OF 
CURB

LA
P

2"
 M

IN
.

F3

LA
P

2"
 M

IN
.

UPPER TOPPING SLAB

LOWER TOPPING SLAB

STRUCTURAL SLAB

9"
 T

O
TA

L 
TO

P
P

IN
G

 S
LA

B
 T

H
K

.

1/8" / 12"

1/
8"

F2

STRUCTURAL SLAB, 
S.S.D.

AREA DRAIN W/ S.S. 
GRATE COVER

MORTAR BED

DRAIN PIPE, S.P.D. 
FOR SIZE

A821.1

9

VAPOR 
BARRIER

F3 F3

DUAL-INLET AREA DRAIN W/ 
SLOTTED MEMBRANE CLAMP 
AND S.S. GRATE COVER,
PROVIDE EXTENSION AS REQ.

1/8" / 12" 1/8" / 12"

1/4" / 12"1/4" / 12"

WEEP PROTECTION

UPPER TOPPING SLAB

LOWER TOPPING SLAB

STRUCTURAL SLAB

TOPPING 
SLAB & 
COVE 
BASE (T.I. 
SCOPE)

F2

C3

LA
P

2"
 M

IN
.

INTERIOREXTERIOR

S.S. L-METAL TRIM,
PROVIDE WEEP 
HOLES FOR DRAINAGE

CONC. CURB

SELF-ADHERED METAL-
FACED FLASHING, PTD.

HOT-FLUID APPLIED 
W.P. UP FACE OF CURB

S.S. BAR GRATING

S.S. ANGLE SET 
IN CONC.

DRAIN W/ CLAMPING 
RING, W.O.

S.S. ANGLE SET 
IN CONC.

F3 F3
1/8" / 12"

1/4" / 12"

3 " M
I N

.

9"
6"

UPPER TOPPING SLAB

LOWER TOPPING SLAB

STRUCTURAL SLAB

1/
8"

3"
 M

IN
.

S.S. BAR GRATING

DRAIN W/ CLAMPING 
RING, W.O.

S.S. ANGLE SET 
IN CONC., TYP.

INTERIOREXTERIOR

1/4" / 12"

F3

UNCURED NEOPRENE SET 
IN W.P. @ ALL CORNERS

5"
LAP

2" MIN.

HOT FLUID-
APPLIED W.P. UP 
FACE OF CURB

1/8" / 12"

LA
P

2"
 M

IN
.

S.S. BREAK SHAPE 
GRATING SUPPORT

SEAL ALL 
FASTENER 
PENETRATIONS

H.M. DOOR

1/8" / 12"

1/4" / 12"

UPPER TOPPING 
SLAB

LOWER 
TOPPING SLAB

STRUCTURAL SLAB

F3

UPPER TOPPING 
SLAB

LOWER TOPPING 
SLAB

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY

1608

KEY PLAN

GGN PROJECT #

900 INNES
PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650

PRIME CONSULTANT / LANDSCAPE ARCHITECT
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PH.  415-348-9650
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PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411

CITY AND COUNTY OF SAN FRANCISCO
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PH.  415-259-0422

ISSUANCE

1

2

FOR OFFICIAL USE

A
N

S
I 
fu

ll 
b
le

e
d
 D

 (
2
2
.0

0
 x

 3
4
.0

0
 i
n
c
h
e
s
)

A861.1

FLASHING, WP. & MISC.
EXT. DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
11

1 HR FIRESTOP @ DUCT
3" = 1'-0"

5
LINEAR DRAIN @ KITCH. CURB

3" = 1'-0"
6

LINEAR DRAIN @ SLAB EDGE

3" = 1'-0"
4

LINEAR DRAIN @ CURB
3" = 1'-0"

1
TYP. AREA DRAIN (S.O.G.)

3" = 1'-0"
2

TYP. AREA DRAIN (ELEV. SLAB)

3" = 1'-0"
10

LINEAR DRAIN @ PICKUP AREA

3" = 1'-0"
8

LINEAR DRAIN @ DOOR M
A
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COMP. SHINGLE 
ROOFING

"DIAMONDDECK" WATER-
RESISTANT UNDERLAYMENT

1" FACE G.S.M. "D" DRIP 
EDGE, PTD.

VAPOR-
PERMEABLE, SA. 
WR.B., LAP SEAMS 
WITHIN 24" OF 
CORNERS 6" MIN.

WD. RAKE TRIM & 
BARGEBOARD, 
S.H.A.D.

1/2" PLYWD. SHTG., 
TYP.

(E) FLY RAFTER 
ATTACHED TO 
LOOKOUT RAFTERS, 
V.I.F.

INSUL.

(E) WD. SOFFIT BD., 
S.H.A.D.

COTTAGE - PEAK

RIDGE CAP SHINGLE, 
COORD. WIDTH W/ 
ROOF ANCHOR

OSHA-COMPLIANT, 
PERMANENT D-RING 
ROOF ANCHOR, 
BLACK FIN., TYP. 
BOTH SIDES

BUTYL 
TAPE

G.S.M. RIDGE 
FLASH.

4" MIN.

ROOF 
TY

PE R
1

RIDGE BD., 
V.I.F.

FASTEN PER 
MFR., 
COORD. W/ 
SHINGLE 
FOR NO EXP. 
FASTENERS

SOLID WD. BLK. 
@ ANCHOR, TYP.

1 
1/

2"
 M

IN
.

2 1/2" MIN.

DOWNSPOUT

2" OD

G.S.M. FLASH. O/ 
ROOF SHTG. & 
WR.B.

S.S. GUTTER W/ 
GUARD, PTD.

FASCIA & SOFFIT 
BD., S.H.A.D.

VAPOR-
PERMEABLE, SA. 
WR.B., LAP SEAMS 
WITHIN 24" OF 
CORNERS 6" MIN.

1/2" PLYWD. 
SHTG., TYP.

INSUL.

HDR. AS 
REQD.

COMP. SHINGLE 
ROOFING O/ 
UNDERLAYMENT

(P
ER M

FR
.)

7/
8"

 M
AX. G

AP
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ROOF DETAILS - COMP.
SHINGLE

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

6" = 1'-0"
1

COMP. SHINGLE RAKE EDGE

6" = 1'-0"
3

COMP. SHINGLE PEAK

6" = 1'-0"
2

COMP. SHINGLE GABLE EAVE M
A
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ROOF DRAIN

UNDERDECK CLAMP

FLASHING MEMBRANE 

INSULATED DRAIN PIPE, 
S.P.D. FOR SIZE

MIN.
5/8"

FLASHING MEMBRANE W/ 
SEALANT @ CLAMPING RING

ROOF MEMBRANE O/ 1/2" 
PROTECTION BOARD

TAPERED RIGID INSUL.

STRUCT. FRAMING, S.S.D.

SLOPE

1" : 12" MIN.

SLOPE
1" : 12" MIN.

PIPE/ VENT 
PENETRATION

REINFORCED 
FLASHING 
MEMBRANE 

COMPATIBLE CLAD 
MTL CAP, COLOR 
MATCHED

1/2" PROTECTION 
BOARD

ROOF FRAMING, 
S.S.D.

RIGID INSULATION,
SLOPED TO DRAIN

4"
  M

IN
.

ROOFING 
MEMBRANE

RESIN PASTE
(BY ROOF MFR.)

LAP 8" MIN.

8"
 R

E
C

O
M

M
E

N
D

E
D

6"
 M

IN
.

SLOPE
1" : 12" MIN.

ROOFING MEMB., 
LAP O/ FLASHING 
MEMB.

SLOPE
1/4":1'-0" 

24 GA. S.S. FLASH. 
CAP W/ CONT. S.S. 
CLEAT, PTD. NO 
VISIBLE FASTENERS, 
BUTT SEAMS,TYP.

P.T. WD. CAP W/ 
SLOPED TOP

SEALANT @ 
PENETRATIONS, TYP.

S.A. W.R.B., LAP O/ 
S.S. FLASHING

8"
 R

E
C

O
M

M
E

N
D

E
D

6"
 M

IN
.

ROOF FRAMING, 
S.S.D.

RIGID INSULATION, 
SLOPE TO DRAIN

SELF-ADHESIVE 
FLEX. FLASHING

REINFORCED 
FLASHING 
MEMBRANE

C6

FIBER CEMENT 
PANEL SIDING

1/2" PROTECTION BD.

S.S. FLASHING

LAP PER MFR. REQ.

1/2"

REINFORCED FLASHING MEMBRANE

FIBER CEMENT PANEL SIDING

1/2" PROTECTION BD.

RIGID INSULATION, 
SLOPED TO DRAIN

SLOPE

1" : 12" MIN.

ROOF MEMBRANE, LAP O/ FLASHING 
AT EDGES

LAP PER MFR. REQ.

ROOF FRAMING, 
S.S.D.

AIR AND WATER BARRIER, 
LAP O/ G.S.M. FLASHING

G.S.M. FLASHING

8"
 R

E
C

O
M

M
E

N
D

E
D

6"
 M

IN
.
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ROOF DETAILS - FLAT
ROOF

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

6" = 1'-0"
6

TYP. ROOF DRAIN

6" = 1'-0"
4

TYP. FLAT ROOF PENETRATION
6" = 1'-0"

7
TYP. RATED PARAPET @ FLAT ROOF

6" = 1'-0"
1

TYP. FLAT ROOF TERMINATION
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CONCEALED 
BOX 
GUTTER

ROOFING 
PROTECTION BOARD

STEEL HAT CHANNEL 
INTERMITTENT SUPPORT

.19" THK. PERF. MTL. RAINSCREEN 
PANEL (WALKABLE STIFFNESS PER 
MFR. SPECIFICATIONS)

PERF. 
MTL. WALL 
PANEL

FLUID-APPLIED ROOF 
MEMBRANE, LAP O/ 
S.A. FLASHING

S.A. FLASHING, LAP 
O/ W.R.B. AND LAP 
UNDER FLUID 
APPLIED ROOFING

ALUM. TEE BATTEN (BEYOND)

GUTTER 
SUPPORTS 
@ 30" O.C.

3"

3"

0' - 2"

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-FACED 
WASHER, TYP.
MAX 12" O.C.

1/4" x 3 " S.S. 
HEX HEAD 
SCREW W/ 
RUBBER-
FACED 
WASHER, 
TYP.
MAX 12" O.C.

ALIGN

PER MANUF. REQ.

S.A. W.R.B.

RIGID INSUL. BD.

BLOCKING

P
E

R
 M

A
N

U
F.

 R
E

Q
.

HORIZ. LIFELINE RAIL, 
FASTEN @ ALT. BATTENS

4" ALUM. TEE BATTEN 
BEYOND, CUT END AT 
ANGLE

1"

HORIZ. 
LIFELINE 
TROLLEY

L-ANGLE BOLTED TO 
EACH SIDE OF BATTEN

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-
FACED WASHER, TYP.
MAX 12" O.C.

6" ALUM. TEE, PTD. TO 
MATCH PERF. PANEL

4"

.19" THK. PERF. MTL. 
RAINSCREEN PANEL, TYP.
(WALKABLE STIFFNESS PER 
MFR. SPECIFICATIONS)

2" STEEL HAT 
CHANNEL SUPPORT

ROOFING 
PROTECTION BD. 1/4" x 3" S.S. HEX HEAD 

SCREW W/ RUBBER-FACED 
WASHER, MAX 12" O.C.

BLOCKING @ 
FASTENER LOCATIONS

FLUID-APPLIED 
ROOFING MEMBRANE

ROOFING 
PROTECTION BD.

.19" THK. PERF. MTL. 
RAINSCREEN PANEL 
(WALKABLE STIFFNESS PER 
MFR. SPECIFICATIONS)

STEEL Z CHANNEL SUPPORT 
@ END CONDITIONS, TYP.

S.S. DRIP EDGE 
FLASHING W/ 
HEMMED EDGE

CONTIN. 
SEALANT BEAD

FLUID-APPLIED 
ROOF MEMBRANE, 
LAP O/ S.S. FLASH. 
& S.A. FLASH.

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-FACED 
WASHER, TYP.
MAX 12" O.C.

1/4" x 3 " S.S. HEX HEAD 
SCREW W/ RUBBER-FACED 
WASHER, TYP.
MAX 12" O.C.

STOREFRONT 
WINDOW HEAD, 
SHIM AS REQ.

1/4" x 1.25" S.S. 
HEX HEAD SCREW 
W/ RUBBER-FACED 
WASHER

Z GIRT FRAMING 
(SHOWN IN 
PROFILE)

S.A. FLASHING, 
WRAP IN @ 
OPENING
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ROOF DETAILS -
RAINSCREEN PERF ROOF

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

6" = 1'-0"
4

TYP. GUTTER @ PERF. ROOF

6" = 1'-0"
2

TYP. RIDGE @ PERF. ROOF

6" = 1'-0"
1

TYP. BATTEN @ PERF. ROOF
6" = 1'-0"

6
TYP. END EAVE @ PERF. ROOF
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BOX GUTTER, 
FIN. TO MATCH 
ROOF

FIELD HEM MTL. 
ROOF W/ DRIP EDGE 

3"

2" D.S., W.O.

3"

HANGERS 
@ 30" O.C.

1"

S.A. FLASHING, LAP O/ 
FASTENERS

S.A. FLASHING

S.A. W.R.B.

STANDING SEAM MTL. ROOF

2"
 M

IN
.

S.S. WAFER HEAD 
SCREW, TYP.

3/4" M
IN

.

ROOFING UNDERLAYMENT, 
WRAP O/ W.R.B.

DECAY RESISTANT BLKG.

SHEET MTL. GABLE 
TRIM CAP, 
FIN. TO MATCH ROOF

Z CLOSURE 
(BY ROOFING MFR.)

S.S. PTD. POP RIVET 
@ 6" O.C.

BUTYL TAPE

SHEET MTL. 
STARTER CLEAT

OFFSET CLIP 
(BY ROOFING MFR.)

S.S. WAFER HEAD 
SCREW, TYP.

CORRUGATED STEEL DECK, S.S.D
PTD. EXPOSED UNDERSIDE

DECAY RESISTANT 
BLOCKING OR LT. 
GAUGE MTL. FRM.

ROOF 
UNDERLAYMENT, LAP 
O/ S.A. FLASHING

S.A. FLASHING, LAP O/ 
CELL CLOSURE 

SHEET MTL. CELL 
CLOSURE CAP

S.S. PTD. POP 
RIVET @ 24" O.C.

STANDING SEAM 
MTL. ROOF PANEL

CONTIN. RIGID 
INSUL.

9"

MOVEABLE OFFSET 
CLIP, TYP.
(BY MTL. ROOF MFR.)GUARD LAYER 

(BY MTL. ROOF MFR.)

S.S. WAFER HEAD 
SCREW, TYP.

STANDING SEAM 
PANEL, TYP.

MECHANICALLY 
SEAMED DOUBLE 
FOLD CLOSURE

R5
3/4" VENTED AIRSPACE

CORRUGATED 
STEEL DECK, S.S.D

S.A. W.R.B

PERF. MTL. 
PANEL 
RAINSCREEN

9"

SHEET MTL. 
GABLE TRIM CAP, 
MATCH ROOF FIN.

Z CLOSURE 
(BY ROOFING 
MFR.)

S.S. PTD. POP 
RIVET @ 24" O.C.

S.S. PTD. POP RIVET @ 
6" O.C. W BUTYL TAPE

SHEET MTL. 
STARTER 
CLEAT

OFFSET CLIP 
(BY ROOFING MFR.)

STANDING SEAM 
MTL. ROOF 
PANEL

S.S. WAFER HEAD 
SCREW, TYP.

DECAY 
RESISTANT BLKG., 
SECURELY 
FASTEN TO ROOF 
SHEATHING

ROOF 
UNDERLAYMENT, 
LAP O/ S.A. 
FLASHING

STANDING SEAM MTL. ROOF PANEL

VENTED SHED 
RIDGE CAP 
(BY MTL. ROOF 
MFR.)

STARTER CLEAT 
(BY MTL. ROOF 
MFR.)

FIELD NOTCHED 
NEOPRENE

VENTED Z CLOSURE (BY 
MTL. ROOF MFR.)

GUARD LAYER 
(BY MTL. ROOF 
MFR.)

S.S WAFER 
HEAD SCREW, 
TYP.

BUTYL TAPE

LA
P

 P
E

R
M

A
N

U
F.

 R
E

Q
.

ROOFING 
UNDERLAYMENT, 
LAP O/ W.R.B.

S.A. W.R.B.

DECAY 
RESISTANT 
BLKG.

RAINSCREEN 
ASSEMBLY, SEE 
WALL TYPES
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ROOF DETAILS -
STANDING SEAM

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

6" = 1'-0"
2

TYP. GUTTER @ STANDING SEAM

6" = 1'-0"
7

PROJ. EAVE @ STNDG SEAM
6" = 1'-0"

1
TYP. SEAM @ STANDING SEAM

6" = 1'-0"
4

FLUSH EAVE @ STNDG SEAM

6" = 1'-0"
3

TYP. RIDGE @ STANDING SEAM
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ROUTE 4 X 10 @ CAPITAL 
PLATE TO FIT FLUSH, TYP. 

S.S.D.

4 X 8 TIMBER 
JOISTS CLR. SEAL

6 X 6 HSS COLUMN 
PTD., S.S.D.

CONCEALED JOISTS 
HANGERS, S.S.D.

4 X 8 TIMBER JOISTS ON 
BOTH SIDES OF HSS 
MEMBER, S.S.D.

4

A881.1

THREADED RODS, S.S.D.

STEEL PLATE CONNECTION 
ROUTED FLUSH WITH 
STRUCTURE, S.S.D.

6 X 6 HSS COLUMN 
PTD., S.S.D.

8 X 10 TIMBER 
GIRDER, CLR. 
SEAL, S.S.D.

4 X 8 TIMBER JOISTS 
20 IN. O.C. CLR. SEAL

SLOPE T.O. GIRDERS 
1/4" : 1'-0" AWAY FROM 

DECK TO DRAIN

BIRD DETERANT, 
TRACK, TYP.

COUNTERSINK BOLTS & PATCH 
HOLES W/ EDGE GRAIN WOOD 
PLUGS, MATCH SPECIES & GRAIN 
APPEARANCE, COMPLETELY 
EPOXY PLUG SURFACE TO BEAM

CONCRETE FOOTING, 
S.S.D.

ANCHOR BOLTS, 
S.S.D.

PLANTING, S.L.D.

6 X 6 HSS 
COLUMN, S.S.D.

WOOD DECKING 
ASSEMBLY & 

DETAILS, S.L.D.

6 X 6 HSS COLUMN 
PTD., S.S.D.

LINE OF CEDAR 
BEAM, BEYOND

BIRD DETERANT, 
TRACK, TYP.

HSS BEAM, S.S.D.

STAINLESS STEEL 
WASHERS, MAINTAIN 1/4" 
CLR. DRAINAGE 
PATHWAY BETWEEN 
WOOD & STEEL 
MEMBERS

LINE OF PLATE 
CONNECTION, BEYOND

CEDAR JOIST, TYP. 
BOTH SIDES, CLR. 
SEAL, TYP.

COUNTERSINK BOLTS & 
PATCH HOLES W/ EDGE 

GRAIN WOOD PLUGS, 
MATCH SPECIES & GRAIN 

APPEARANCE, 
COMPLETELY EPOXY 

PLUG SURFACE TO BEAM

LINE OF CEDAR 
BEAM, BEYOND

BIRD DETERANT, 
TRACK, TYP.

HSS BEAM, S.S.D.

CLAMP HANGING 
MECHANISM BY 
MANUFACTURER

CEDAR JOIST, TYP. 
BOTH SIDES, CLR. 
SEAL, TYP.

SWING SUPPORT 
CABLES BY 
MANUFACTURER

4 X 1/2" DIA. A325 BOLT
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INTERFACE ENGINEERING
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ZBETA CONSULTING
PH.  415-259-0422
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INNES EDGE TRELLIS
DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3" = 1'-0"
3

TRELLIS PLAN SECTION DETAIL
3" = 1'-0"

2
TRELLIS TOP DETAIL

3" = 1'-0"
1

TRELLIS BASE DETAIL

3" = 1'-0"
4

COMPOSITE BEAM DETAIL
3" = 1'-0"

5
SWING CONNECTION DETAIL
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1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-FACED 
WASHER, TYP.

4"
2"

4' - 0".

2' - 10" CLR.

FOOD PAVILION 
FACE OF EXT. WALL

1' - 0"

CUTOUT FOR LOCK 
ACCESS, CUSTOM PERF. 

PANEL PATTERN

PROPERTY LINE + EDGE OF 
SIDEWALK

2 X 6 HSS GATE POST, TYP.

STEEL INFILL PLATE, PTD. 
WELDED TO GATE POST

SELF-CLOSING BUTT HINGE

MORTISE LOCKSET IN WELDED 
STEEL ENCLOSURE, PTD., VERIFY 

ALL CLEARANCES, & DIMS. W/ SPEC.

WELDED STEEL GATE FRAME 
W/ 2" X 2" ANGLES, PTD.

PERF. MTL. PANEL

COORDINATE FASTENER 
LOCATIONS W/ DOOR 
HARDWARE

HEADER ABOVE

1"

FACE OF PERF. MTL. PANEL 
@ FOOD PAVILION, TYP.

11/16"

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-FACED 
WASHER, TYP.

PERF. MTL. PANEL

6"

10" KICK PLATE FULL-WIDTH 
WELD TO GATE FRAME, 
GALVANIZED, PTD.

MORTISE LOCKSET IN WELDED STEEL 
ENCLOSURE, PTD., VERIFY ALL 
CLEARANCES, & DIMS. W/ SPEC.

OPENING FOR LOCK ACCESS 
CUSTOM PANEL PATTERN

CONCEALED BASE PLATE

CONCRETE FOOTING, S.S.D.

2" X 2" STEEL ANGLE GATE 
FRAME, GALVANIZED, PTD.

PERF. MTL. 
PANEL

FACE OF PERF. MTL. 
PANEL @ FOOD 
PAVILION, TYP.

PL

2'
 - 

8 
1/

2"
8'

 - 
0"

ALIGN W/ PANEL SEAM 
@ FOOD PAVILION

PERF. MTL. 
PANEL

2" X 6" HSS GATE POST BEHIND

NEIGHBORING 
BUILDING

LINE OF MORTISE 
LICK BEHIND

CUTOUT FOR LOCK 
ACCESS, CUSTOM PERF. 
PANEL PATTERN

2 
1/

4" 10
"

KICK PLATE 
BEHIND

2" X 2" ANGLE 
BEHIND

STEEL CLOSURE 
PLATE, COORDINATE 

W/ (E) CONDITIONS

LINE OF STEEL 
GATE FRAME 
BEHIND, TYP.

1/4" x 1.25" S.S. HEX HEAD 
SCREW W/ RUBBER-FACED 
WASHER, TYP.

2" X 6" HSS, 
GALANIZED, PTD.

3" X 6" HSS REQD. 
GALVANIZED, PTD.

SURFACE MOUNTED 
CLOSER

COORDINATE FASTENER 
LOCATIONS W/ DOOR 
HARDWARE

PERF. MTL. 
PANEL

PL

2" X 6" HSS

PERF. MTL. 
PANEL

2" X 6" HSS GATE 
POST

2" X 2" STEEL 
ANGLE

STEEL GIRTS @ FOOD 
PAVILION

WELDED STEEL GATE 
FRAME W/ 2" X 2" ANGLES

HSS PLATE, 
CONCEALED, TYP.

2" X 6" HSS

2" X 2" ANGLE 
BEHIND

NEIGHBORING 
BUILDING

2 
1/

4"

KICK PLATE

MORTISE LOCK

FACE OF PERF. MTL. 
PANEL @ FOOD 
PAVILION, TYP.

3" X 6" HSS
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REVISIONS:
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DATE

CHECKED BY

1608
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PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411
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   101 MONTGOMERY STREET
   SUITE 900
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   PH. 415-495-4014

LIGHTING
NITEO CALIFORNIA
PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240
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AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422
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GATE DETAILS
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7
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0
2
1

3" = 1'-0"
3

GATE JAMB / HINGE DETAIL

3" = 1'-0"
1

GATE SILL DETAIL
1" = 1'-0"

4
GATE ELEV. - STREET SIDE

3" = 1'-0"
2

GATE HEAD DETAIL

1" = 1'-0"
5

GATE ELEV. - ALLEY SIDE
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FRAME AS SCHED.

DOOR AS SCHED.

FULL-MORTISE 
5-KNUCKLE ELEC. 
HINGE, QTY. PER 
SPEC.

LOCATE SURFACE 
MTD. CLOSER ON 
RM. INT. SIDE OF DR., 
TYP. W.O.

CARD READER, 
W.O.

TYP. DR. JAMB, 
HINGE SIDE

TYP. DR. JAMB, 
LATCH SIDE

7

A901.1

4

A901.1

48
" M

A
X

. A
.F

.F
.

@ ALUM. STOREFRONT
4-1/2" MIN. STILE TYP.

3'
 - 

0"
 A

.F
.F

.

S
TO

R
E

FR
O

N
T

10
" M

IN
. B

O
TT

O
M

 
S

TI
LE

 T
Y

P
. @

 A
LU

M
.

DOOR LEVER, SEE 
SCHED. & SPEC. FOR 
DETAILS

H.M. DR., PTD.

CONT. ACOUSTICAL 
GASKET AROUND 
DOOR

WALL AS 
SCHED.

SINGLE RABBET H.M. FRAME, PTD.

CONCEALED "Z" STRAP 
FRAME ANCHOR

P
E

R
 W

A
LL

 T
Y

P
E

WALL AS SCHED.

SINGLE RABBET H.M. FRAME, PTD.

CONCEALED "Z" STRAP 
FRAME ANCHOR

H.M. DR., PTD.

FULL-MORTISE, 5-KNUCKLE 
ELEC. HINGE, TYP., 
QTY. PER SPEC.

P
E

R
 W

A
LL

 T
Y

P
E

S.S. TRANSITION 
STRIP @ TILE 
FLOORS, W.O.

DOOR FRAME 
(BEYOND)

TILE FLOORING 
W.O., SEE FIN. 
PLANS

1-3/4" HOLLOW 
METAL DOOR, 
PTD. TYP.

CL

A022.1

3

1/
4"

 C
LR

. A
.F

.F
.

WALL AS SCHED.

H.M. DR. FRAME, 
PTD., TYP.

1-3/4" HOLLOW 
METAL DOOR, 
PTD., TYP.

CONT. 
ACOUSTICAL 
GASKET 
AROUND DOOR

SINGLE RABBET TRIMLESS 
FR., EZY JAMB OR SIM.

TAPE & MUD SMOOTH, TYP.

WALL AS SCHED.

H.M. DR., PTD.

P
E

R
 W

A
LL

 T
Y

P
E

1/2" PLYWOOD PANEL 
CONCEALING DOOR 
FRAME

DOOR LEVER, SEE 
SCHED. & SPEC. FOR 
DETAILS

SINGLE RABBET TRIMLESS 
FR., EZY JAMB OR SIM.

TAPE & MUD SMOOTH, TYP.

WALL AS SCHED.

P
E

R
 W

A
LL

 T
Y

P
E

H.M. DR., PTD.

CONCEALED HINGE1/2" PLYWOOD PANEL 
CONCEALING DOOR 
FRAME

WALL AS SCHED.

1/4" THK. LAMINATED 
GLASS, TYP.

FULL WIDTH CAP EXTRUSIONS

1 1/2"

CONT. ACOUSTICAL 
GASKET AROUND DOOR

INT.CLR. ANODIZED ALUM 
STOREFRONT SYSTEM

FULL-MORTISE 5 
KNUCKLE HINGE, TYP.

CLR. ANODIZED ALUM. 
STOREFRONT DOOR

1 1/2"

1/4" THK. LAMINATED 
GLASS, TYP. W.O.

CONT. ACOUSTIC GASKET 
AROUND DOOR

INT. CLR. ANODIZED ALUM. 
STOREFRONT SYSTEM, FULL 
WIDTH CAP EXTRUSION

DOOR LEVER, SEE 
SCHEDULE & SPEC FOR 
DETAILS

E
Q

.
E

Q
.

1 1/2"

INT.CLR. 
ANODIZED ALUM.  
STOREFRONT 
SYSTEM,TYP.

FULL-WIDTH CAP 
EXTRUSIONS,TYP.

1 
1/

2"

FINISHED FLOOR

1/4" THK. 
TEMPERED 
GLASS,TYP.

1 
1/

2"

1/4" THK. LAM. 
GLASS, TYP.

EQ. EQ.

CLR. ANODIZED 
ALUM. DOOR FRAME, 
FULL-WIDTH CAP 
EXTRUSIONS 

DOOR FRAME 
BEYOND

1 
1/

2"

SHIM AS REQ.

CLR. ANODIZED ALUM. 
STOREFRONT DOOR
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PARK DEVELOPMENT

CIVIL ENGINEER
SHERWOOD DESIGN ENGINEERS
PH.  415-348-9650
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MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
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ZBETA CONSULTING
PH.  415-259-0422
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TYP. INTERIOR DOOR
DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

3/4" = 1'-0"
1

INT. SWING DOOR DIAGRAM
6" = 1'-0"

4
TYP. INT. DOOR JAMB - LATCH

6" = 1'-0"
7

TYP. INT. DOOR JAMB - HINGE

6" = 1'-0"
2

TYP. INT. DOOR SILL

6" = 1'-0"
3

TYP. INT. DOOR HEAD

6" = 1'-0"
5

FRMLESS INT. DR. JAMB - LATCH
6" = 1'-0"

8
FRMLESS INT. DR. JAMB - HINGE

6" = 1'-0"
12

INT. S.F. SIDELITE JAMB
6" = 1'-0"

9
INT. S.F. JAMB - HINGE

6" = 1'-0"
6

INT. S.F. JAMB - LATCH

6" = 1'-0"
11

INT. S.F. SIDELITE HEAD & SILL

6" = 1'-0"
10

INT SF. DOOR HEAD
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1/4" ACOUS. SEALANT 
@ BASE, TYP. EA. SIDE

ALIGN

ULTRA LOW-MODULUS 
ACOUS. SEALANT O/ 
BOND BREAKER 
STRIP, TYP. EA. SIDE

MTL. BTM. TRACK 
ATTACH W/ POWER 
DRIVEN FASTENER, 
S.S.D.

MTL. STUD, S.S.D

(2) LAYERS 5/8" GYP. 
BD., PT. @ VISIBLE 
FACES, TYP.

ACOUS. INSUL., FILL 
CAVITY & FULL HGT. 
OF FR.

 A
S

 S
C

H
E

D
.

C
E

IL
IN

G

SLOTTED SLIP 
TRACK, S.S.D.

DO NOT ATTACH GYP. 
BD. TO TOP TRACK

FASTENER PER 
TRACK MFR., 
TYP. EA. SIDE

POWER DRIVEN 
FASTENER, 
TYP. S.S.D.

NOTE: FIN. NOT SHOWN - SEE FIN. 
PLANS & SCHED. FOR DETAILS

SLOTTED SLIP 
TRACK, S.S.D.

S
.S

.D
.

1/
2"

 M
IN

.

ALIGN

5/8" GYP. BD., PT. 
@ VISIBLE FACES, 
TYP. EA. SIDE

DO NOT ATTACH 
GYP. BD. TO TOP 
TRACK

FASTENER PER TRACK 
MFR., TYP. EA. SIDE

1/
2"

 M
IN

.

POWER DRIVEN 
FASTENER, TYP. S.S.D.

MTL. STUD, S.S.D.

ACOUS. INSUL., W.O. 
FILL CAVITY & FULL 
HGT. OF FR.

NOTE: FIN. NOT SHOWN - SEE FIN. 
PLANS & SCHED. FOR DETAILS

A
S

 S
C

H
E

D
.

C
E

IL
IN

G

1/4" ACOUS. 
SEALANT @ BASE, 
TYP. EA. SIDE

MTL. BTM. TRACK 
ATTACHED W/ 
POWER DRIVEN 
FASTENER, S.S.D.

ALIGN

NOTE: FIN. NOT SHOWN - SEE FIN. 
PLANS & SCHED. FOR DETAILS

1/4" ACOUS. SEALANT 
@ BASE, TYP. EA. 
SIDE

ULTRA LOW-MODULUS 
ACOUS. SEALANT O/ 
BOND BREAKER 
STRIP, TYP. EA. SIDE

MTL. BTM. 
TRACK 
ATTACHED 
W/ POWER 
DRIVEN 
FASTENER, 
S.S.D.

MTL. STUD, S.S.D

(2) LAYERS 5/8" GYP. 
BD., PT. @ VISIBLE 
FACES, TYP.

ACOUS. INSUL., FILL 
CAVITY & FULL HGT. 
OF FR.

DO NOT ATTACH GYP. 
BD. TO TOP TRACK

SLOTTED SLIP 
TRACK, S.S.D.

FASTENER PER 
TRACK MFR., 
TYP. EA. SIDE

POWER DRIVEN 
FASTENER, 
TYP. S.S.D.

SIM. OPP.

WALL TYPE PER PLANS

1/2" ACOUSTIC 
WALL PANEL

1/4" AIR GAP

BUTT PANEL JOINT

WOOD BATTENS
- 1/4" X 3" VERTICAL  
- SPACED 12" O.C. AND AT 
PANEL EDGES
- GLUE PANELS TO BATTENS 
W/ MFR.- APPROVED LOW 
V.O.C. ADHESIVE

WALL TYPE PER PLANS

WALL TILE PER SCHED.

STAINLESS STEEL 
TILE COVE BASE 
- 3/8" MIN. RADIUS
- EMBED IN MORTER

FLOOR TILE PER SCHED.

MORTAR AS REQ'D.

MORTAR AS REQ'D.

MINIMIZE JOINT

WALL AS SCHED.

5/8" GYP. BD. PTD. TYP.

WOOD WALL BASE, 
SPECIES & FIN. PER 
SCHEDULE

4"

WOOD FLOORING, 
SPECIES & FIN. PER 
SCHEDULE

WALL TYPE PER PLANS

WALL TILE PER SCHED.

STAINLESS STEEL 
TILE TRIM 
- EMBED IN MORTER

CONCRETE CURB, FIN. W/ 
PENETRATING SEALANT

CONC. FLOOR, FIN. W/ 
PENETRATING SEALANT 

MORTAR AS REQ'D.

MINIMIZE JOINT

5"

WOOD FLOOR PER SCHED.

RESILIENT 
UNDERLAYMENT W.O.

FLOOR TILE PER 
SCHEDULE

MORTAR BED

W.P. MEMBRANE 
O/ 1/4" CEMENT BD. 
W.O.

WALL TYPE PER PLANS

CONCRETE CURB, FIN. W/ 
PENETRATING SEALANT

CONC. FLOOR, FIN. W/ 
PENETRATING SEALANT 

5"

PLYWOOD PANEL
- GRADE PER SPEC. 
- CLR. SEAL, FIN. PER SPEC.

ALUM. J-MOLD TRIM, 
CLR. ANNODIZED

WALL TYPE PER PLANS

1/2" PLYWOOD 
WALL PANEL
- SPECIES AND 
GRADE PER SPE. 
- CLR. SEAL, FIN. 
PER SPEC.

BUTT PANEL JOINT, TYP.

VERTICAL STUD FRAMING
OR HORIZONTAL GIRT 
FRAMING TO SUPPORT 
PLYWOOD PANELS, 
COORDINATE WITH 
PANEL LAYOUT PER INT. 
ELEVATIONS

5/8" GYP. BD. PTD. TYP.

WOOD CEILING 
TRIM, PT. TO MATCH 
WALL, TYP.

SALVAGED WOOD 
CEILING, V.I.F., PTD.

WALL TYPE, SEE PLANS

(E) & (N) COLLAR 
TIES, S.S.D.

4"

NO. DATE DESCRIPTION

REVISIONS:
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DATE

CHECKED BY
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PH.  206-903-6802

ARCHITECT
JENSEN ARCHITECTS
PH.  415-348-9650

ECOLOGICAL RESTORATION
RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494

COASTAL ENGINEER
MOFFATT AND NICHOL
PH.  925-944-5411
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THE TRUST FOR PUBLIC LAND
   101 MONTGOMERY STREET
   SUITE 900
   SAN FRANCISCO, CA 94104
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LIGHTING
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PH.  415-666-2232

MEP & IT
INTERFACE ENGINEERING
PH.  415-489-7240

GEOTECHNICAL ENGINEER
AGS, INC
PH.  415-957-9240

SECURITY CONSULTANT
ZBETA CONSULTING
PH.  415-259-0422
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INTERIOR DETAILS

7/01/2021

JENSEN

BID SET

7
/0

1
/2

0
2
1

6" = 1'-0"
2

WALL BASE/HEAD - DBL. GWB.

6" = 1'-0"
1

TYP. WALL BASE/HEAD

6" = 1'-0"
3

DBL. STUD WALL BASE/HEAD

6" = 1'-0"
10

ACOUSTIC PNL. JNT. (PLAN)
6" = 1'-0"

4
TILE BASE @ TILE FLR.

6" = 1'-0"
5

TYP. WOOD BASE

6" = 1'-0"
7

TILE BASE @ CONC. FLR.

6" = 1'-0"
9

TYP. WD. FLR. TO FLOOR TILE

6" = 1'-0"
8

PLYWD. BASE @ CONC. FLR.
6" = 1'-0"

11
PLYWD. PNL. JNT. (PLAN)

6" = 1'-0"
6

TYP. WOOD CEILING
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STL. COLUMN

TOPPING SLAB, TYP.

1/8"  SAWCUT

ISOLATION JT @ 
INTERSECTION

ISOLATION JT.

FOAM 
SLEEVE, TYP.

SEALANT & 
BACKER ROD

3/8"
FOAM 
SLEEVE, TYP.

ISOLATION JT @ 
WALL

1/8"  SAWCUT

CONSTRUCTION JT.EXPANSION JT.

1"

3/8"

SEALANT & 
BACKER ROD

FOAM 
SLEEVE, TYP.

CONTROL JT.

1/8" SAWCUT

SEE 1/A8.11 
FOR FLOOR 
ASSEMBLIES

NO. DATE DESCRIPTION

REVISIONS:

DRAWN BY

DATE

CHECKED BY
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GGN PROJECT #
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PARK DEVELOPMENT
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RANA CREEK
PH.  831-659-3820

STRUCTURAL ENGINEER
JON BRODY STRUCTURAL ENGINEERS
PH.  415-296-9494
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